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1Total number of insured buildings: 45000Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1972Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

ADMIN/OFFICES/LIBRARY/CONFERENCE RM/STORAGE/MECHANICAL RMProvide a brief description of operations:

18-20 IN. BELOW CEILING Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

NOT AVAILABLEWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

RESIDENTIAL COTTAGE 1/STUDENTSDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: LOST TRANSFORMER/DAMAGED PLATFORM LIFT SERVING
BASEMENT

Description:

5 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD 7 CLASSROOMS W/FIREDOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Academic BuildingProperty:

Property ID:

Paid

Public

Y

N

3911 Central Ave. GREAT FALLS 59405Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: BOARD OF PUBLIC EDUCATION / BOARD OF PUBLIC EDUCATION, SCHOOL FOR THE DEAF & BLIND
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1Total number of insured buildings: 3000Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1952Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Contains boilers and storage roomsProvide a brief description of operations:

6 feet below ceilingStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Classroom; Residential CottageDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

5 blocksDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

3

Boiler HouseProperty:

Property ID:

Paid

Y

Y

3911 Central Ave. GREAT FALLS 59405Property Address:

Occupancy Type: POWER PLANT

Is there a fire private fire brigade?: N

Agency: BOARD OF PUBLIC EDUCATION / BOARD OF PUBLIC EDUCATION, SCHOOL FOR THE DEAF & BLIND
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1Total number of insured buildings: 8724Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Classroom buildingProvide a brief description of operations:

6 feet below ceilingStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Boiler House; Residential CottageDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

5 blocksDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

4

Classroom BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

3911 Central Ave. GREAT FALLS 59405Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: BOARD OF PUBLIC EDUCATION / BOARD OF PUBLIC EDUCATION, SCHOOL FOR THE DEAF & BLIND
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1Total number of insured buildings: 5603Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1983Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Provide a brief description of operations:

2-3 feet below ceilingStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Residential CottagesDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

5 BlocksDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6

Food Service BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

3911 Central Ave. GREAT FALLS 59405Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: BOARD OF PUBLIC EDUCATION / BOARD OF PUBLIC EDUCATION, SCHOOL FOR THE DEAF & BLIND
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1Total number of insured buildings: 27763Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1984Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

GYMNASIUM/SWIMMING POOL/BASKET BALL COURT/BOWLING ALLEY/WEIGHT RM/CONCESSION STANDProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

NOT AVAILABLEWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Residential CottageDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

5 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

8

PE & Therapy CenterProperty:

Property ID:

Paid

Y

N

3911 Central Ave. GREAT FALLS 59405Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: BOARD OF PUBLIC EDUCATION / BOARD OF PUBLIC EDUCATION, SCHOOL FOR THE DEAF & BLIND
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1Total number of insured buildings: 20699Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1983Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

RESIDENTIAL HOUSING FOR SENSORY IMPAIRED STUDENTSProvide a brief description of operations:

18-20 IN. FROM CEILINGStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

NOT AVAILABLEWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1/HOURWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

FOOD SERVICE/COTTAGE 1Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: BROKEN WATER LINE DAMAGED ELECTRICAL PANELDescription:

5 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

7

Residential Cottage IIProperty:

Property ID:

Paid

Public

Y

N

3911 Central Ave. GREAT FALLS 59405Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: BOARD OF PUBLIC EDUCATION / BOARD OF PUBLIC EDUCATION, SCHOOL FOR THE DEAF & BLIND
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1Total number of insured buildings: 20699Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1983Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

RESIDENTAL HOUSING FOR SENSORY IMPAIRED STUDENTSProvide a brief description of operations:

18-20 IN. BELOW CEILING Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

NOT AVAILABLEWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1/HOURWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

2 CLASSROOMS/BOILER/COTTAGEDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: WIND DAMAGE TO SHINGLESDescription:

5 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 4

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

5

Residential Cottages IProperty:

Property ID:

Paid

Public

Y

N

3911 Central Ave. GREAT FALLS 59405Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: BOARD OF PUBLIC EDUCATION / BOARD OF PUBLIC EDUCATION, SCHOOL FOR THE DEAF & BLIND
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1Total number of insured buildings: 9072Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1956Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Office; Wood Shop; StorageProvide a brief description of operations:

6 feet below ceilingStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

5 BlocksDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2

Vocational Shop BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

3911 Central Ave. GREAT FALLS 59405Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: BOARD OF PUBLIC EDUCATION / BOARD OF PUBLIC EDUCATION, SCHOOL FOR THE DEAF & BLIND
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1Total number of insured buildings: 28424Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

WOOD FRAME

GYPSUM BOARD

WOOD JOISTS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

18

1424 9thProperty:

Property ID:

Paid

Public

N/A

N/A

1424 9th HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 56251Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1920Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Armory PBXProperty:

Property ID:

Paid

Public

N/A

N/A

1100 N. Last Chance Gulch HELENA 59601Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 16920Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OfficesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
Is there a watchman service?: Every 3 HoursWhat is the frequency of rounds?:

YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

airport hangerDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

38

Aviation & Support Facility-OfficeProperty:

Property ID:

Paid

N/A

N/A

2800 Airport Rd HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 25343Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1958Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

AIRPORT HANGERDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Aviation & Support Facility-ShopProperty:

Property ID:

Paid

Y

Y

2800 Airport Rd HELENA 59620Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 7852Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1919Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OfficesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Every three hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OfficeDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

4

Board of HealthProperty:

Property ID:

Paid

N/A

N/A

1301 Lockey HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 7946Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Heating plantProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: Every 3 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Office buildingDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

9

Boiler PlantProperty:

Property ID:

Paid

Y

Y

120 N Roberts HELENA 59620Property Address:

Occupancy Type: POWER PLANT

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 187773Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1889Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
Is there a watchman service?: YWhat is the frequency of rounds?:
Are watchman recording rounds?

YAre there any fire extinguishers?:
YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

BOILER PLANTDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

YPrevious history of flooding?: GROUNDWATER FLOODING - MINORDescription:

YAny property damage losses in the past 3 years: DAMAGE TO INTERIOR FINISHES FROM FLOODINGDescription:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY W/FIRE DOORS GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

10

Capitol BuildingProperty:

Property ID:

Paid

Public

Y

Y

1301 E 6th HELENA 59620Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 108868Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1955Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES - STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2

Cogswell BuildingProperty:

Property ID:

Paid

Public

Y

Y

1401  Lockey HELENA 59620Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 27790Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1937Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

OFFICES -STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

14

CorrectionsProperty:

Property ID:

Paid

N/A

N/A

1539 11th HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 48682Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1975Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OFFICESDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

GLASS & STEEL CURTAIN

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

5

DPHHS Headquarters BuildingProperty:

Property ID:

Paid

N/A

N/A

111 N Sanders HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 12259Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Governors homeProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Every 3 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Private residenceDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Executive ResidenceProperty:

Property ID:

Paid

N/A

N/A

2 Carson HELENA 59620Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 22966Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1965Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OFFICESDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

GLASS & STEEL CURTAIN

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

16

FWP-1420 6TH AVEProperty:

Property ID:

Paid

N/A

N/A

1420 E 6th HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 918Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2006Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Power plant with 2 generatorsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: Every 3 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OfficeDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

NO INTERIOR WALLS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Generator Building (ITSD)Property:

Property ID:

Paid

N/A

N/A

125 N Roberts HELENA 59601Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 103864Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1982Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OFFICESDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

GLASS & STEEL CURTAIN

GYPSUM BOARD

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

12

Justice BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

215 N Sanders HELENA 59620Property Address:

Occupancy Type: LIBRARY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 51610Total Square footage of insured buildings:
5No. of stories:

NAre there any automatic sprinklers?:

1959Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OFFICESDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

GLASS & STEEL CURTAIN

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

3

Labor & Industry (Walt Sullivan)Property:

Property ID:

Paid

N/A

N/A

1315 Lockey HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 92668Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1982Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OFFICEDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

13

Metcalf BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

1520 E 6th HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 126175Total Square footage of insured buildings:
5No. of stories:

YAre there any automatic sprinklers?:

1949Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OFFICESDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6

Mitchell BuildingProperty:

Property ID:

Paid

N/A

N/A

125 N Roberts HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 14340Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1975Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OfficesProvide a brief description of operations:

20 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

Majority is openWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Retail and security businessDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (BEAMS)
BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER

How many buildings (not part of Account) are within 100 feet of insured buildings?: 4

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

61010

Montana LotteryProperty:

Property ID:

Paid

Public

N/A

N/A

2525 N. Montana Ave. HELENA 59601Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 21138Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVENMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OFFICES/HOMESDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

WOOD TIMBER

MASONRY

GYPSUM BOARD

STEEL FRAMING

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 4

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

34

OPI BuildingProperty:

Property ID:

Paid

N/A

N/A

1227 11th Avenue HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 3962Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

officesProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?

YAre there any fire extinguishers?:
YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

YPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

32

Offices - 1410/1412 8THProperty:

Property ID:

Paid

1410/1412 8th HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 41172Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1930Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES GOVERNMENTProvide a brief description of operations:

8 FT.Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OFFICES/HOTELDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

YPrevious history of flooding?: MINOR GROUNDWATER FLOODINGDescription:

YAny property damage losses in the past 3 years: DAMAGE TO BOILER FROM FLOODINGDescription:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

35

Old Liquor WarehouseProperty:

Property ID:

Paid

Public

Y

Y

920 Front HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 7713Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1919Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OfficesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Every 3 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

7

Old Livestock BuildingProperty:

Property ID:

Paid

N/A

N/A

1310 Lockey HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 9371Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1888Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Historic HomeProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Every 3 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Private residencesDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

37

Original Governor's MansionProperty:

Property ID:

Paid

N/A

N/A

304 N Ewing HELENA 59620Property Address:

Occupancy Type: MUSEUM

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 81383Total Square footage of insured buildings:
6No. of stories:

NAre there any automatic sprinklers?:

1936Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

GLASS & STEEL CURTAIN

GYPSUM BOARD

REINFORCED CONCRETE

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

20

Scott Hart BuildingProperty:

Property ID:

Paid

N/A

N/A

302 N Roberts HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 19800Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1960Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

WarehouseProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Every 3 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

36

Sec. of State Records Mgmt Bureau Bldg 1Property:

Property ID:

Paid

Public

Y

Y

1320 Bozeman HELENA 59620Property Address:

Occupancy Type: QUONSET WAREHOUSE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 20125Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1970Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

17

Superintendent of Public InstructionProperty:

Property ID:

Paid

N/A

N/A

1300 11th Ave. HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 6486Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OfficesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Every 3 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

15

Teachers RetirementProperty:

Property ID:

Paid

N/A

N/A

1500 E 6th HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 99418Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1952Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES STATE GOVERNMENTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: EVERY 3 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OFFICESDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

11

Veterans & Pioneers Memorial Bldg.Property:

Property ID:

Paid

Public

N/A

N/A

225 N Roberts HELENA 59620Property Address:

Occupancy Type: MUSEUM

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ADMINISTRATION / DEPARTMENT OF ADMINISTRATION
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1Total number of insured buildings: 10448Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1952Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

laboratoryProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: average 4 per weekWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.09 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

LE
6205

Leased - Ag Sciences/Bozeman LaboratoryProperty:

Property ID:

Paid

N/A

Y

MSU McCall Hall Rm 10 BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF AGRICULTURE / DEPARTMENT OF AGRICULTURE
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1Total number of insured buildings: 63677Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1998Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/State/privateProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 7 daysWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

HotelDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Water line froze & brokeDescription:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

65010

Colonial Drive BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

2401 Colonial Drive HELENA 59601Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF COMMERCE / DEPARTMENT OF COMMERCE
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1Total number of insured buildings: 54078Total Square footage of insured buildings:
5No. of stories:

NAre there any automatic sprinklers?:

1977Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICESProvide a brief description of operations:

BELOW SPRINKLER COVERAGEStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 MILEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY W/OPENINGS GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

65010

DOC - Main (no BOI)Property:

Property ID:

Paid

Public

Y

Y

301 S. Park HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF COMMERCE / DEPARTMENT OF COMMERCE
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1Total number of insured buildings: 49523Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1984Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICESProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 7 DaysWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Commercial/ResidentialDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

GYPSUM BOARD

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 5

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

65010

IBM BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

100 N. Park HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF COMMERCE / DEPARTMENT OF COMMERCE
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1Total number of insured buildings: 7200Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1971Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

DOJ officesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
Is there a watchman service?: 7 daysWhat is the frequency of rounds?:

YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Poured concrete

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

65010

PERD Building, Leased to Justice Legal ServicesProperty:

Property ID:

Paid

N/A

N/A

1712 9th Avenue HELENA 59601Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF COMMERCE / DEPARTMENT OF COMMERCE
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1Total number of insured buildings: 8240Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1880Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

seasonal restuarant May-SeptProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Buford Center Part (Wells Fargo Coffee House)Property:

Property ID:

Voluntary

N/A

N/A

Block 193 VIRGINIA CITY 59755Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF COMMERCE / MONTANA HERITAGE COMMISSION
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1Total number of insured buildings: 4096Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1864Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

pizza, sandwich shop, sale of pottery; 2nd floor-officesProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

retail storesDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Dredge pondDescription:

1000 ftHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

8 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Content's Corner  & Root CellarProperty:

Property ID:

Voluntary

Y

N/A

Block 193 VIRGINIA CITY 59755Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF COMMERCE / MONTANA HERITAGE COMMISSION
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1Total number of insured buildings: 7019Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1863Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

HotelProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 24 Hours during open seasWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: CreekDescription:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.25 MilesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Wood Timber

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Fairweather InnProperty:

Property ID:

Voluntary

N/A

N/A

Block 154 VIRGINIA CITY 59755Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF COMMERCE / MONTANA HERITAGE COMMISSION
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1Total number of insured buildings: 6630Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1999Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

fine arts storageProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

unknownWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: creek &horseshoe pond  Description:

creek 100 ft, pond 100 ftHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3/4 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

McFarland Curatorial CenterProperty:

Property ID:

Voluntary

Public

Y

Y

Curatorial Addition to Townsite VIRGINIA CITY 59755Property Address:

Occupancy Type: MUSEUM

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF COMMERCE / MONTANA HERITAGE COMMISSION
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1Total number of insured buildings: 512Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2008Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Public restroomsProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

naWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
annuallyFrequency of training received by the private fire brigade:

Type of public fire department:

officesDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: dredge pondDescription:

100 ftHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.5 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Nevada City  Depot RestroomsProperty:

Property ID:

Voluntary

Y

N

Wood Street #2 NEVADA CITY 59755Property Address:

Occupancy Type: ROADSIDE REST AREA

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF COMMERCE / MONTANA HERITAGE COMMISSION
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1Total number of insured buildings: 4209Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1895Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Live theatre & vaudeville performances May-Labor DayProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: pondDescription:

500 yardsHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Opera House Inc. StageProperty:

Property ID:

Voluntary

N/A

N/A

Block 193 VIRGINIA CITY 59755Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF COMMERCE / MONTANA HERITAGE COMMISSION
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1Total number of insured buildings: 17343Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1977Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Residential treatment facilityProvide a brief description of operations:

7 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: hourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

treatment rooms, officesDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: 1 mileDescription:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: leaky roofDescription:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Eastmont Cottage 3 - Long Term Care FacilityProperty:

Property ID:

Paid

Public

Y

N/A

700 E. Little St. GLENDIVE 59330Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS
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1Total number of insured buildings: 9778Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1969Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Treatment classes & officesProvide a brief description of operations:

7 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: hourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Residential treatmentDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: Roof leaksDescription:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Eastmont Multi-Purpose Building & AdditionProperty:

Property ID:

Paid

Y

N/A

700 E. Little St. GLENDIVE 59330Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS
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1Total number of insured buildings: 6400Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1998Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

daily care of inmatesProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: riverDescription:

3/4 mileHow far is the body of water from major buildings?:

YPrevious history of flooding?: 100 year flood plainDescription:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Industries BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

701 27th St. BILLINGS 59101Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, MONTANA WOMEN'S
PRISON
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1Total number of insured buildings: 42635Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2002Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

daily care of inmatesProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: riverDescription:

3/4 mileHow far is the body of water from major buildings?:

YPrevious history of flooding?: 100 year flood plainDescription:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Montana Women's Prison ExpansionProperty:

Property ID:

Paid

Public

N/A

N/A

701 27th Street S BILLINGS 59101Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, MONTANA WOMEN'S
PRISON
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1Total number of insured buildings: 32440Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1985Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

daily care of inmatesProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: riverDescription:

3/4 mileHow far is the body of water from major buildings?:

YPrevious history of flooding?: 100 year flood plainDescription:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Montana Women's Prison Main BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

701 27th St S. BILLINGS 59101Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, MONTANA WOMEN'S
PRISON
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1Total number of insured buildings: 22584Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1966Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 6/DAY OR 2/SHIFTWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

GYM & CLIENT HOUSINGDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 CITY BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

GYPSUM BOARD

JP STEVENS HYPALON

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

57

Academic Training CenterProperty:

Property ID:

Paid

N/A

N

4 North Haynes Avenue MILES CITY 59301Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PINE HILLS YOUTH
CORRECTIONAL FACILITY
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1Total number of insured buildings: 52955Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

2000Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/HOUSING/CLASS ROOMS/COOKING/Provide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

GYM & CLIENT HOUSINGDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

 2 CITY BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

CORRUGATED METAL PANELS

MASONRY W/FIRE DOORS

JP STEVENS HYPALON

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

61

Main Building/PHYCFProperty:

Property ID:

Paid

Private

N/A

N

4 North Haynes Avenue MILES CITY 59301Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PINE HILLS YOUTH
CORRECTIONAL FACILITY
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1Total number of insured buildings: 42863Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

PHYSICAL ED/RECREATIONProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

SCHOOL BUILDING/CLIENT HOUSINGDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 CITY BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

JP STEVENS HYPALON

WOOD TIMBER

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

52

Physical Training CenterProperty:

Property ID:

Paid

N/A

N

4 North Haynes Avenue MILES CITY 59301Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PINE HILLS YOUTH
CORRECTIONAL FACILITY
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1Total number of insured buildings: 9404Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1983Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

WAREHOUSE/DISTRIBUTIONProvide a brief description of operations:

5 FEETStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 3 TIMES DAILYWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

SCHOOL, STORAGE, WARHOUSE, SHOPSDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: YELLOSTONE RIVERDescription:

1.5 MILESHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3000 FEETDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

GLASS & STEEL CURTAIN

MASONRY W/FIRE DOORS

CONCRETE PANELS

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 5

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

60

Spirituality CenterProperty:

Property ID:

Paid

Public

Y

N/A

4 North Haynes Avenue MILES CITY 59301Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PINE HILLS YOUTH
CORRECTIONAL FACILITY
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1Total number of insured buildings: 17611Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2000Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

receive, produce and send out bulk & tray food tomsp & outside customersProvide a brief description of operations:

14 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

warehouseDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Cook Chill (Food Factory)Property:

Property ID:

Paid

Public

N/A

N/A

600 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PRISON INDUSTRIES
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1Total number of insured buildings: 3200Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

milling and storage of grainProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?: Are they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

7 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

CORRUGATED METAL PANELS

OTHER

metal

wood

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

5H

GrainaryProperty:

Property ID:

Voluntary

N/A

N/A

600 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: Barn

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PRISON INDUSTRIES
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1Total number of insured buildings: 18800Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1995Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

COMMERCIAL LAUNDRY/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
ANNUAL TRAININGFrequency of training received by the private fire brigade:

Type of public fire department:

INMATE HOUSINGDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILE/FIRE BRIGADEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

H S Laundry/EducationProperty:

Property ID:

Public

N/A

N

600 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PRISON INDUSTRIES
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1Total number of insured buildings: 20795Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1975Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

manufacturing wood furnitureProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
monthlyFrequency of training received by the private fire brigade:

Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

11P

Industrial Complex Furniture ShopProperty:

Property ID:

Voluntary

Y

Y

600 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PRISON INDUSTRIES
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1Total number of insured buildings: 17231Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1986Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

storage of raw materials & finished good for furniture manufacture/purchasing and directors officesProvide a brief description of operations:

16 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
montlyFrequency of training received by the private fire brigade:

Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

CORRUGATED METAL PANELS

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

11P

Industrial Complex WarehouseProperty:

Property ID:

Voluntary

N/A

N/A

600 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PRISON INDUSTRIES



Page 62

1Total number of insured buildings: 16670Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

2001Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

manufacturing wood furnitureProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

Are there any hose stations?:
monthlyFrequency of training received by the private fire brigade:

Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

CORRUGATED METAL PANELS

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Industries Furniture Shop AdditionProperty:

Property ID:

Voluntary

N/A

600 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PRISON INDUSTRIES
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1Total number of insured buildings: 42324Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1949Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

dairy milking parlor, dairy products processingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 4 hoursWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?: Are they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

4 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2M

ParlorProperty:

Property ID:

Voluntary

N/A

N/A

600 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PRISON INDUSTRIES
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1Total number of insured buildings: 14250Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1975Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

houses tag plant, sign shop, & paint shopProvide a brief description of operations:

10 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 4 per hrWhat is the frequency of rounds?:
NAre watchman recording rounds?
NAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
once a yearFrequency of training received by the private fire brigade:

Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

8 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

48H

Tag PlantProperty:

Property ID:

Voluntary

Y

Y

600 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: GARAGE, PARTS STORAGE

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PRISON INDUSTRIES
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1Total number of insured buildings: 5000Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

vehicle & equipment maintenance and trainingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
regularlyFrequency of training received by the private fire brigade:

Type of public fire department:

manufacturing & food serviceDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

YPrevious history of flooding?: Spring run-off through large shop doors, filled floor drain system.  No
damage other than clean-up 

Description:

NAny property damage losses in the past 3 years: Description:

3 & 1/2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

NO INTERIOR WALLS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Vocational Education MVM AdditionProperty:

Property ID:

Voluntary

Y

N

600 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, PRISON INDUSTRIES
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1Total number of insured buildings: 6971Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES, SCHOOL CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: 24 HOUR FACILITYWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

JUVENILE HALL, SCHOOL, KITCHEN, MAINTENANCEDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: SMALL RIVERDescription:

300 FEETHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILE & VOLUNTARYDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

13

Administration/EducationProperty:

Property ID:

Part-Paid

N/A

N/A

2 Riverside Rd BOULDER 59632Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, RIVERSIDE YOUTH
CORRECTIONAL FACILITY
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1Total number of insured buildings: 7926Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1972Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

JUNVENILE HALL LIVING FACILITYProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 24 HOUR FACILITY-

CONSTANT
What is the frequency of rounds?:

YAre watchman recording rounds?
YAre there any fire extinguishers?: YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

ADMINISTRATION, SCHOOL, KITCHENDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: SMALL RIVERDescription:

300 FEETHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILE & VOLUNTARY Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

14

Client ResidenceProperty:

Property ID:

Part-Paid

Public

N

N

2 Riverside Rd BOULDER 59632Property Address:

Occupancy Type: JUVENILE HALL

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, RIVERSIDE YOUTH
CORRECTIONAL FACILITY
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1Total number of insured buildings: 6971Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1972Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICE, CLASSROOMS, MAINTENANCEProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: 24 HOUR FACILITYWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: SMALL RIVER Description:

300 FEETHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILE & VOLUNTARYDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

12

Industries/Maintenance BuildingProperty:

Property ID:

Paid

N/A

N/A

2 Riverside Rd BOULDER 59632Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, RIVERSIDE YOUTH
CORRECTIONAL FACILITY
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1Total number of insured buildings: 9540Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1999Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

GYM, TRAINING ROOMProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

SCHOOL, MAINTENANCEDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: SMALL RIVERDescription:

300 FEETHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILE & VOLUNTARYDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

16

Multi Purpose BuildingProperty:

Property ID:

Part-Paid

Public

N/A

N/A

2 Riverside Rd BOULDER 59632Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, RIVERSIDE YOUTH
CORRECTIONAL FACILITY
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1Total number of insured buildings: 6980Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1972Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

KITCHEN, STORAGEProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: 24 HOUR FACILITYWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

SCHOOL, JUVENILE HALLDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: SMALL RIVERDescription:

300 FEETHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILE & VOLUNTARYDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

15

Programs BuildingProperty:

Property ID:

Part-Paid

N/A

N/A

2 Riverside Rd BOULDER 59632Property Address:

Occupancy Type: LODGE

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, RIVERSIDE YOUTH
CORRECTIONAL FACILITY
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1Total number of insured buildings: 6480Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

VACANT-STORAGE BLDG.Provide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:

NAre watchman recording rounds?
NAre there any fire extinguishers?: Are they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

DRY STORAGEDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: SMALL RIVERDescription:

300 FEETHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILE & VOLUTARYDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

24

Storage BuildingProperty:

Property ID:

Part-Paid

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, RIVERSIDE YOUTH
CORRECTIONAL FACILITY
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1Total number of insured buildings: 22972Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1979Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

INMATE HOUSING/MANAGEMENT STAFFProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
ANNUALFrequency of training received by the private fire brigade:

Type of public fire department:

FOOD SERVICES & INMATE  HOUSIBNGDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILE/MSP FIRE BRIGADEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

9P

Close Unit IProperty:

Property ID:

Public

N

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 22972Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1979Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

INMATE HOUSING/HOUSING UNIT MANAGMENT STAFFProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
ANNUALFrequency of training received by the private fire brigade:

Type of public fire department:

INMATE HOUSING/RECREATIONDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILE/MSP FIRE BRIGADEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

9P

Close Unit IIProperty:

Property ID:

Public

N

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 31036Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1986Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

HOUSES INMATE&HOUSING UNIT'S MANAGEMENT STAFFProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
ANNUALFrequency of training received by the private fire brigade:

Type of public fire department:

LAUNDRY/RECREATIONDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILE/MSP FIRE BRIGADEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

TILT-UP CONCRETE

MASONRY W/FIRE DOORS MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

16P

Close Unit IIIProperty:

Property ID:

Public

N

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 11900Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1950Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

houses recreation activities for the high security inmatesProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no automatic sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 per hourWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Fire extinquisher annualyFrequency of training received by the private fire brigade:

Type of public fire department:

OfficeDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

N/AHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 4

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

8P

High Security GymProperty:

Property ID:

N/A

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON



Page 76

1Total number of insured buildings: 13248Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1982Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

houses administration offices,visiting operation, school function for inmatesProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

1 hrWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 per hourWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
extinguisher training annFrequency of training received by the private fire brigade:

Type of public fire department:

officeDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

TILT-UP CONCRETE

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

18P

High Security Support BuildingProperty:

Property ID:

Public

N/A

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 12144Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1976Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

houses main food service operation + bakery & warehouseProvide a brief description of operations:

7 ftStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

1 hourWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 hourWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
annual extinguisher trngFrequency of training received by the private fire brigade:

Type of public fire department:

office - inmate housingDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

N/AHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

3P

High Side Food Service BuildingProperty:

Property ID:

Public

N/A

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 9816Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1984Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

houses recreation activities for the low security inmatesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 hourWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
annual extinguisher trngFrequency of training received by the private fire brigade:

Type of public fire department:

housing units-officersDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

TILT-UP CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

14P

Low Security GymProperty:

Property ID:

N/A

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 13760Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1990Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

house low security inmatesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

1 hrWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: twice hourlyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
annual extinguisher trngFrequency of training received by the private fire brigade:

Type of public fire department:

housing unitsDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

N/AHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

TILT-UP CONCRETE

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 4

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

23P

Low Security Housing Unit DProperty:

Property ID:

N/A

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 34306Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

office, dining hall, support service-low security visitingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

1 hrWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 hrWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
annual extinguisher trngFrequency of training received by the private fire brigade:

Type of public fire department:

office & housingDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 4

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6P

Low Security Support (Rothe)Property:

Property ID:

Public

N/A

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 6903Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Armory operation, lockshop,msp phone room, IT operation, officesProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
annual extinguisher trngFrequency of training received by the private fire brigade:

Type of public fire department:

infirmary, adminstrationDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

CONCRETE PANELS

POURED CONCRETE

REINFORCED CONCRETE

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

5P

MSP ArmoryProperty:

Property ID:

N/A

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 23490Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1988Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

warehouseProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
annual extinguisher trngFrequency of training received by the private fire brigade:

Type of public fire department:

office - warehouseDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

CORRUGATED METAL PANELS

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

21P

Main Prison WarehouseProperty:

Property ID:

Y

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: GARAGE, PARTS STORAGE

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 22000Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1965Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

maintenance operation - industrial shopsProvide a brief description of operations:

7 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

1 hrWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
4hr per month brigade trnFrequency of training received by the private fire brigade:

Type of public fire department:

manufacturingDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

29H

Maintenance ComplexProperty:

Property ID:

Public

Y

Y

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 37141Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

inmate housing unitProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

1 hrWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 hrWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
annual extinguisher trngFrequency of training received by the private fire brigade:

Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Martz Diagnostic and Intake Unit (MDIU)Property:

Property ID:

N/A

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 30938Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1986Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

INMATE HOUSING UNIT/HOUSING UNIT'S MANAGEMENT STAFFProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
ANNUALFrequency of training received by the private fire brigade:

Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3/4 MILE/MSP FIRE BRIGADEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

TILT-UP CONCRETE

MASONRY W/FIRE DOORS MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

17P

Maximum Security UnitProperty:

Property ID:

Boosted by Fire Pump

N

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 10160Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Inmate housingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

1 hrWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
annual extinguisher trngFrequency of training received by the private fire brigade:

Type of public fire department:

OfficesDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 4

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

7P

Reception BuildingProperty:

Property ID:

Public

N

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 19415Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1976Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

INMATE HOUSING/MANAGEMENT STAFF HOUSINGProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
ANNUALFrequency of training received by the private fire brigade:

Type of public fire department:

FOOD SERVICE/SUPPORT BUILD/GYMDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/4 MILE/FIRE BRIGADEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 6

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1P(A)

Unit A HousingProperty:

Property ID:

N

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 19415Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1976Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

INMATE HOUSING/MANAGEMENT STAFF HOUSINGProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
ANNUALFrequency of training received by the private fire brigade:

Type of public fire department:

FOOD SERVICE/INMAGE HOUSINGDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/4 MILE/FIRE BRIGADEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 6

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1P(B)

Unit B HousingProperty:

Property ID:

N

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 19415Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1976Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

INMATE & STAFF HOUSINGProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
ANNUALFrequency of training received by the private fire brigade:

Type of public fire department:

FOOD SERVICE/INMATE HOUSINGDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/4 MILE/FIRE BRIGADEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 6

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1P(C)

Unit C HousingProperty:

Property ID:

N

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON



Page 90

1Total number of insured buildings: 23906Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1979Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICESProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
ANNUALFrequency of training received by the private fire brigade:

Type of public fire department:

INMATE HOUSING/GYMDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILE/PAID EMPLOYEESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

TILT-UP CONCRETE

GYPSUM BOARD

MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

15P

Wallace Administration BuildingProperty:

Property ID:

Public

N

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 32700Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1995Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Inmate housingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

1 hr - 2008 additionWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 hrWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
annual extinguisher trngFrequency of training received by the private fire brigade:

Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

24P

Work Dorm/ExpansionProperty:

Property ID:

Public

N

N

400 Conley Lake Rd DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, STATE PRISON
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1Total number of insured buildings: 22436Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1998Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMS/KITCHEN/DINING/HOUSINGProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

DETENTION CELLS ONLYWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 1 HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
N/AFrequency of training received by the private fire brigade:

Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: TIN CUP CREEKDescription:

100 FT.How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 MILES - MSP'S FIRE BRIGDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Treasure State Correctional Training CenterProperty:

Property ID:

Public

Y

Y

1100 Conley Lake Road DEER LODGE 59722Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF CORRECTIONS / DEPARTMENT OF CORRECTIONS, TREASURE STATE
CORRECTION TC
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1Total number of insured buildings: 11500Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1985Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Shop/Office/WarehouseProvide a brief description of operations:

some7' metal bin/shelves Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: N/AWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
N/AFrequency of training received by the private fire brigade:

Type of public fire department:

N/ADescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Lined pond/Acidic waterDescription:

7200 ftHow far is the body of water from major buildings?:

NPrevious history of flooding?: N/ADescription:

NAny property damage losses in the past 3 years: N/ADescription:

70 MilesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Landusky Upper WarehouseProperty:

Property ID:

Voluntary

Y

N

Landusky Mine-Landusky Route-Landusky City ZORTMAN 59546Property Address:

Occupancy Type: QUONSET WAREHOUSE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF ENVIRONMENTAL QUALITY / DEPARTMENT OF ENVIRONMENTAL QUALITY
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1Total number of insured buildings: 16545Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1990Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

governmental officesProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

wood timber

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

10050
0

1) Region HQ BuildlingProperty:

Property ID:

Paid

N/A

N/A

490 N Meridian KALISPELL 59901Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF FISH, WILDLIFE & PARKS / DEPARTMENT OF FISH, WILDLIFE & PARKS
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1Total number of insured buildings: 8520Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1981Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

governmental officesProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

20075
1

2) Regional HQ BuildingProperty:

Property ID:

Paid

N/A

N

3201 Spurgin Road MISSOULA 59801Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF FISH, WILDLIFE & PARKS / DEPARTMENT OF FISH, WILDLIFE & PARKS
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1Total number of insured buildings: 7728Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1998Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

TROUT HATCHERYProvide a brief description of operations:

NAStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

36How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: CREEK AND PONDDescription:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

CORRUGATED METAL PANELS

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

21015
7

2) Washoe Park Hatchery-BuildingProperty:

Property ID:

Paid

N/A

N/A

600 West Pennsylvania St ANACONDA 59711Property Address:

Occupancy Type: HATCHERY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF FISH, WILDLIFE & PARKS / DEPARTMENT OF FISH, WILDLIFE & PARKS
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1Total number of insured buildings: 7007Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1988Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

lab / shopProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

30016
2

3) Regional HQ -  Lab/ShopProperty:

Property ID:

Paid

Public

N/A

N/A

1400 South 19th BOZEMAN 59718Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF FISH, WILDLIFE & PARKS / DEPARTMENT OF FISH, WILDLIFE & PARKS
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1Total number of insured buildings: 17292Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1987Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

governmental officesProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

30015
4

3) Regional HQ BuildingProperty:

Property ID:

Paid

N/A

N

1400 S. 19th BOZEMAN 59715Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF FISH, WILDLIFE & PARKS / DEPARTMENT OF FISH, WILDLIFE & PARKS
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1Total number of insured buildings: 6500Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1999Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

visitor center-publicProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

45485
2

4) First Peoples Buffalo Jump SP - Visitor Center Property:

Property ID:

Paid

N/A

N/A

10miles S of GF I-15, Ulm exit, 3.5m NW Vaughn Rd GREAT FALLS 59405Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF FISH, WILDLIFE & PARKS / DEPARTMENT OF FISH, WILDLIFE & PARKS
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1Total number of insured buildings: 8667Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1987Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

governmental officesProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

40035
2

4) Regional HQ BuildingProperty:

Property ID:

Paid

N/A

N/A

4600 Giant Springs Road GREAT FALLS 59405Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF FISH, WILDLIFE & PARKS / DEPARTMENT OF FISH, WILDLIFE & PARKS
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1Total number of insured buildings: 8023Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1990Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

governmental officesProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

storageDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: small urban reservoirDescription:

30 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

50120
0

5) Regional HQ BuildingProperty:

Property ID:

Paid

Public

Y

N/A

2300 Lake Elmo Dr  BILLINGS 59107Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF FISH, WILDLIFE & PARKS / DEPARTMENT OF FISH, WILDLIFE & PARKS
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1Total number of insured buildings: 3642Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1986Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

governmental officesProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

60025
1

6) Regional HQ BuildingProperty:

Property ID:

Paid

N/A

N/A

Route 1 - 4210 GLASGOW 59230Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF FISH, WILDLIFE & PARKS / DEPARTMENT OF FISH, WILDLIFE & PARKS
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1Total number of insured buildings: 12612Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1991Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

governmental officesProvide a brief description of operations:

n/sStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

noneWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

storageDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: tongue riverDescription:

half mileHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

70065
2

7) Regional HQ BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

Industrial Site West MILES CITY 59301Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF FISH, WILDLIFE & PARKS / DEPARTMENT OF FISH, WILDLIFE & PARKS
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1Total number of insured buildings: 31145Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

2000Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Forensic Science LabProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

Entire Building What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

State/Fed OfficesDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Clark Fork RiverDescription:

.5 MilesHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3 BlocksDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

WOOD FRAME

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (MOTION DETECTION)
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

LE
4163

FSD -  Forensics, MissoulaProperty:

Property ID:

Paid

Public

Y

Y

2679 Palmer Street MISSOULA 59808Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF JUSTICE / DEPARTMENT OF JUSTICE
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1Total number of insured buildings: 26376Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICE/MHPProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

ONE BLOCKDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

LE
4159

GCD/MHP/MVD/DCI Confidential , BillingsProperty:

Property ID:

Paid

Y

N

615 South 27th St. Box 31094 BILLINGS 59101Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF JUSTICE / DEPARTMENT OF JUSTICE



Page 106

1Total number of insured buildings: 700Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

State & Federal GovtProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 24X7 ContinuallyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
AnnuallyFrequency of training received by the private fire brigade:

Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

On siteDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

LE

ITSD - HAFRC DOJ FUSION CenterProperty:

Property ID:

Paid

Private

N/A

N/A

1900 Williams St. / Fort Harrison HELENA 59601Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF JUSTICE / DEPARTMENT OF JUSTICE
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1Total number of insured buildings: 22678Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICE/STORAGE/MAINTENANCEProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

UNKNOWNWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 MILEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

WOOD FRAME

OTHER

METAL-NO CONCRETE

WOOD FRAME

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

LE
4157

MHP/GCD-, HelenaProperty:

Property ID:

Paid

Public

N/A

N/A

2550 Prospect HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF JUSTICE / DEPARTMENT OF JUSTICE
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1Total number of insured buildings: 15665Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1920Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES AND DORMATORYProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

NO SPRINKLERSWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: CREEKDescription:

300 FEETHow far is the body of water from major buildings?:

YPrevious history of flooding?: CAMPUS GROUNDS NOT BUILDINGSDescription:

NAny property damage losses in the past 3 years: Description:

2 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

GYPSUM BOARD PLASTER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

3

MLEA - Maple Cottage No. 2Property:

Property ID:

Voluntary

N/A

N/A

2260 Sierra Rd. East HELENA 59602Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF JUSTICE / DEPARTMENT OF JUSTICE
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1Total number of insured buildings: 13321Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1920Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Classrooms, officesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: CreekDescription:

300 feetHow far is the body of water from major buildings?:

YPrevious history of flooding?: Campus grounds, no buildingsDescription:

NAny property damage losses in the past 3 years: Description:

2 MilesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

GYPSUM BOARD

Wood Frame

Plaster

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

4

MLEA - School Building & AdministrationProperty:

Property ID:

Voluntary

N/A

N/A

2260 Sierra Rd. East HELENA 59602Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF JUSTICE / DEPARTMENT OF JUSTICE
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1Total number of insured buildings: 12960Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1958Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

UI PHONE CLAIMS CENTER GOVT. OFC.Provide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

RESIDENTAL, APT. COMPLEX GARAGESDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (MOTION DETECTION)
SPRINKLER VALVE TAMPER

How many buildings (not part of Account) are within 100 feet of insured buildings?: 6

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Billings UI Phone ClaimsProperty:

Property ID:

Paid

N/A

N

624 N 24th St BILLINGS 59107Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF LABOR & INDUSTRY / DEPARTMENT OF LABOR & INDUSTRY
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1Total number of insured buildings: 8181Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1973Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

GOVT OFFICES TO ASSIST JOB SEEKERS/EMMPLOYERSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

RESIDENTIAL, BUSINESSDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 MILEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

OTHER

GYPSUM BOARD

BUILT UP SMOOTH

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (BEAMS)
BURGLAR ALARMS (ULTRASOUND)
BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Bozeman Job ServiceProperty:

Property ID:

Paid

Public

N/A

N

121 N Willson BOZEMAN 59715Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF LABOR & INDUSTRY / DEPARTMENT OF LABOR & INDUSTRY
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1Total number of insured buildings: 18576Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1971Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

JOB SERVICE OFFICE/GOVTProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: RIVERDescription:

1 MILEHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: SEWER BACKUP 11/08. CAUSED BY PROSPECTOR CASINODescription:

1.5 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Great Falls Job ServiceProperty:

Property ID:

Paid

Public

N/A

N/A

1018 7th St S GREAT FALLS 59405Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF LABOR & INDUSTRY / DEPARTMENT OF LABOR & INDUSTRY
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1Total number of insured buildings: 9400Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1974Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

GOVT AGENCY/OFFICESProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:

NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

AUTO BODY SHOP, BANK, WAREHOUSE, BUS DEPO, WAREHOUSEDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

YPrevious history of flooding?: WATER SEEPAGE FLOODING FROM RAIN, SPRINKLERS, WATER
TABLE, BOILER BREAK

Description:

YAny property damage losses in the past 3 years: MOLD REMEDIATION, CARPET DRYINGDescription:

1/4 MILEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 7

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Helena Job ServiceProperty:

Property ID:

Paid

Public

N/A

N/A

715 Front St HELENA 59601Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF LABOR & INDUSTRY / DEPARTMENT OF LABOR & INDUSTRY
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1Total number of insured buildings: 7900Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1956Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

GOVT OFFICES, MEETING ROOMS, COMPUTER RESOURCE STATIONSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:

NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

BUSINESSESDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 BLOCKDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Kalispell Job ServiceProperty:

Property ID:

Paid

Public

N/A

N/A

427 1st Ave E KALISPELL 59901Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF LABOR & INDUSTRY / DEPARTMENT OF LABOR & INDUSTRY
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1Total number of insured buildings: 9700Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1972Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

GOVT OFFICE-EMPLOYMENT EXCHANGEProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

OFFICE, APARTMENTS, HOMESDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: RIVERDescription:

1/2 MILEHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.25 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

WOOD TIMER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 5

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Missoula 3rd St Job ServiceProperty:

Property ID:

Paid

Public

N/A

N/A

539 S 3rd St W MISSOULA 59801Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF LABOR & INDUSTRY / DEPARTMENT OF LABOR & INDUSTRY
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1Total number of insured buildings: 8817Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1970Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Military - admin, supply storage - army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Description:

1/2 mileHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (BEAMS)
BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Anaconda ArmoryProperty:

Property ID:

Paid

Y

N/A

101 N Polk ANACONDA 59711Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 108521Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

2007Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Aircraft  maintenance & adminProvide a brief description of operations:

10 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

20 @900, 17 @5000, What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:

NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Army Aviation Support FacilityProperty:

Property ID:

Paid

Public

Y

Y

3330 Skyway Drive HELENA 59601Property Address:

Occupancy Type: Airport Hangars

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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4Total number of insured buildings: 396Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2007Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Store Controlled SubstancesProvide a brief description of operations:

6Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Aircraft Maint Hanger and Unheated Storage BuildDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

4 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

OTHER

OTHER

OTHER

Steel

Steel

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Army Aviation Support Facility Controlled Storage Property:

Property ID:

Paid

Y

Y

3330 Skyway Drive HELENA 59601Property Address:

Occupancy Type: Airport Hangars

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS



Page 119

1Total number of insured buildings: 144Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1998Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Jet fuel dispensing FacilityProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Army Aviation Support Facility Fuel FarmProperty:

Property ID:

Paid

Y

Y

3330 SkyWay Drive HELENA 59601Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 3681Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2007Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Open Storage for aircraft maintenance hangerProvide a brief description of operations:

12'Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

4 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

CORRUGATED METAL PANELS

NO INTERIOR WALLS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Army Aviation Support Facility Open Storage ShedProperty:

Property ID:

Paid

Y

Y

3330 Skyway Drive HELENA 59601Property Address:

Occupancy Type: GARAGE, PARTS STORAGE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 58496Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2006Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

StorageProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: hourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

OTHER corrugated metal & masonry

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Army Aviation Support Facility Unheated Storage BuProperty:

Property ID:

Paid

N/A

N/A

3330 Skyway Drive HELENA 59601Property Address:

Occupancy Type: Airport Hangars

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS



Page 122

1Total number of insured buildings: 40585Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1992Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Admin & classroom trainingProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: hourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

OTHER

Steel frame

Steel frame

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Aviation ArmoryProperty:

Property ID:

Paid

Y

Y

3330 Skyway Dr HELENA 59601Property Address:

Occupancy Type: ARMORY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 9600Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2001Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

storageProvide a brief description of operations:

10 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: hourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

CORRUGATED METAL PANELS

NO INTERIOR WALLS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Aviation Armory Cold StorageProperty:

Property ID:

Paid

Y

Y

3330 Skyway Dr HELENA 59601Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 129940Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1999Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Military- admin, supply, storage, army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.24What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: sprinkler pipe frozen, broke water mainDescription:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

TILT-UP CONCRETE

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Billings AFRCProperty:

Property ID:

Paid

Y

Y

2915 Gabel Road BILLINGS 59107Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 8603Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1988Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Military maintenance shopProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

5

Billings Organizational Maintenance ShopProperty:

Property ID:

Paid

Y

Y

5043 Neibauer Lane BILLINGS 59107Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 12873Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2000Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Military- admin, supply storage, army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.24What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Butte ArmoryProperty:

Property ID:

Paid

Public

Y

N

600 Gilman St BUTTE 59701Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 128Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2008Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Starage of hazardous materialsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

Total floodingWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?
Are there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Shop Storage office space / classroomDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

OTHER

NO INTERIOR WALLS

Gypsum steel panels

Gupsum Steel panels

Gupsum Steel panels

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Butte Readiness Center Hazardous Material Storage Property:

Property ID:

Y

Y

600 Gilman BUTTE 59701Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS



Page 128

1Total number of insured buildings: 9912Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1980Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Military, admin, supply , storage army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Chinook ArmoryProperty:

Property ID:

Voluntary

Y

N/A

735 7th Street East CHINOOK 59523Property Address:

Occupancy Type: ARMORY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 8360Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1987Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

repair shop with office space Provide a brief description of operations:

6'Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

storageDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: SloughDescription:

200'How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

OTHER

OTHER

Corrugated metal panels masonary

Masonary and Gypsum walls hollow doors

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Chinook Readiness Center FMS 07Property:

Property ID:

Voluntary

Y

Y

RR1 CHINOOK 59523Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 15219Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1980Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Military, admin, supply, storage, army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 4

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

4

Culbertson ArmoryProperty:

Property ID:

Voluntary

Y

N/A

819 6th Avenue East CULBERTSON 59218Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 1080Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2008Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Provide a brief description of operations:

12 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

N/AWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: DailyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
UnknownFrequency of training received by the private fire brigade:

Type of public fire department:

Storage, officeDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 MilesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Insulated Panel

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

DES Mobile Command Post StorageProperty:

Property ID:

Paid

N/A

N/A

1956 MT Majo Street FORT HARRISON 59636Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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3Total number of insured buildings: 28152Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

2000Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Military,  supply, admin, storage, army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.24What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Dillon Readiness CenterProperty:

Property ID:

Paid

Public

Y

Y

1070 Highway 41  DILLON 59725Property Address:

Occupancy Type: ARMORY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 50256Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

2003Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Military admin, supply, storage, army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.24What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Gallatin Readiness CenterProperty:

Property ID:

Paid

Public

Y

Y

350 Airport Road  BELGRADE 59714Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 12916Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1984Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Military, admin, supply storage, army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Harlowton ArmoryProperty:

Property ID:

Voluntary

Y

Y

9895 Highway 12 West HARLOWTON 59036Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 12780Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1970Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Military, admin, supply storage, army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.24What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Havre ArmoryProperty:

Property ID:

Paid

Public

Y

Y

1050 2nd St West HAVRE 59501Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 16148Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

2006Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

military officesProvide a brief description of operations:

8'Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.24What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

2 milesHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Havre Readiness Center (add to Havre Armory)Property:

Property ID:

Paid

Public

Y

Y

1050 2nd St W HAVRE 59501Property Address:

Occupancy Type: ARMORY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 19272Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1971Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Maintenance shop & admin spacesProvide a brief description of operations:

20 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: hourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

storageDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

3

Helena OMS Property:

Property ID:

Paid

Y

Y

2177 Williams Street HELENA 59601Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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3Total number of insured buildings: 49500Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

2005Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Military, admin, supply, storage, army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.24What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

TILT-UP CONCRETE

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Kalispell AFRCProperty:

Property ID:

Paid

Private

Y

Y

2989 Hwy 93 North KALISPELL 59901Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 872Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

2005Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

FIRE PROTECTION PUMP HOUSEProvide a brief description of operations:

12 FEETStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
3 HRS WEEKLYFrequency of training received by the private fire brigade:

Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: FIRE WATER SUPPLY RESERVODescription:

100 FEETHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2.7 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

METAL PANEL ROOF

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Kalispell AFRC  Fire Pump BuildingProperty:

Property ID:

Voluntary

N/A

N/A

2989 Hwy 93 North KALISPELL 59901Property Address:

Occupancy Type: PUMP HOUSE

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 4637Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2005Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

UNHEATED STORAGEProvide a brief description of operations:

12 FEETStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
NAre there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
3 HOURS PER WEEKFrequency of training received by the private fire brigade:

Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: FIRE SUPPLY RESERVOIRDescription:

100 FEETHow far is the body of water from major buildings?:

Previous history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2.7 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

CORRUGATED METAL PANELS

OTHER

METAL PANEL

PLYWOOD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (ULTRASOUND)
BURGLAR ALARMS (MOTION DETECTION)

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Kalispell AFRC StorageProperty:

Property ID:

Voluntary

Y

N/A

2989 Hwy 93 North KALISPELL 59901Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?: Y

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 9688Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1989Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

shop maintenance Provide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6

Kalispell Organizational Maint Shop No. 2Property:

Property ID:

Paid

Y

Y

2987 Hwy 93 North KALISPELL 59901Property Address:

Occupancy Type: GARAGE, PARTS STORAGE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 20762Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1990Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Military, admin, supply, storage, army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Libby ArmoryProperty:

Property ID:

Paid

Y

Y

1004 Treasure Ave. LIBBY 59923Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 16868Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1991Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Military, admin, supply, storage, army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Livingston ArmoryProperty:

Property ID:

Paid

Y

Y

24 Fleshman Creek Road LIVINGSTON 59047Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 2644Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1994Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

CEMETERY MAINTENANCE SHOPProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: 2-4 NIGHTLYWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.75 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

STEEL DECK & WOOD JOISTS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Maint Bldg - Cemetery (A/E93-33-11)Property:

Property ID:

Paid

Y

N

1892 Williams Street HELENA 59602Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 2425Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2001Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

CEMETERY MAINTENANCE SHOPProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

N/AWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.5 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Maint Bldg - Cemetery Miles CityProperty:

Property ID:

Paid

Y

N

Highway 59 & Cemetery Road MILES CITY 59301Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 8277Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Military, admin, supply storage, army unitProvide a brief description of operations:

8 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Miles City ArmoryProperty:

Property ID:

Paid

Y

N/A

2500 Main Street MILES CITY 59301Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 70601Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

2010Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

MT National Guard & US Army Reserve OperationsProvide a brief description of operations:

12 FeetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?

YAre there any fire extinguishers?:
YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

6 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

NG#3
00055

Missoula Armed Forces Reserve CenterProperty:

Property ID:

Part-Paid

Public

Y

Y

9383 Running West Road  MISSOULA 59801Property Address:

Occupancy Type: ARMORY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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2Total number of insured buildings: 18823Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

2010Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

MTNG & USAR ORG Maitenance ShopsProvide a brief description of operations:

14 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

0Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

6 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

NG#3
00055

Missoula Armed Forces Reserve Center OMSProperty:

Property ID:

Part-Paid

Y

Y

9407 Running West Road MISSOULA 59801Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 298Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2008Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Public Restrooms and location terminalProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?
Are there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Admin and shopDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Irrigation CanalDescription:

50"How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Wood Trusses

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Western MT State Veterans Cemetery Rest RoomsProperty:

Property ID:

N/A

N/A

1911 Tower Road MISSOULA 59804Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 2171Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2008Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Shop and vehicle storageProvide a brief description of operations:

ground levelStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?
Are there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Public Rest Room and Admin Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Irrigation CanalDescription:

50 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Western MT State Veterans Cemetery ShopProperty:

Property ID:

Y

N

1911 Tower Road MISSOULA 59804Property Address:

Occupancy Type: GARAGE, VEHICLE STORAGE

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 2015Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2008Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Admin VA staff benefits and cemetery Provide a brief description of operations:

10 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?
Are there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Public Rest Room and ShopDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Irrigation CanalDescription:

50'How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Wood Trusses

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Western Mt State Veterans Cemetery AdminProperty:

Property ID:

N/A

N/A

1911 Tower Road MISSOULA 59804Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 20982Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1971Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Admin-ng training/classroomProvide a brief description of operations:

14 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: hourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2

Womack ArmoryProperty:

Property ID:

Paid

Y

Y

Womack Bldg, Ft Harrison HELENA 59601Property Address:

Occupancy Type: ARMORY

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF MILITARY AFFAIRS / DEPARTMENT OF MILITARY AFFAIRS
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1Total number of insured buildings: 344Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Electric substationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: RiverDescription:

1/4 mileHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

CORRUGATED METAL PANELS

NO INTERIOR WALLS

Corrugated metal panels

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Dam Sub-stationProperty:

Property ID:

Voluntary

N/A

N/A

Toston Dam Road TOSTON 59643Property Address:

Occupancy Type: POWER PLANT

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF NATURAL RESOURCES / DEPARTMENT OF NATURAL RESOURCES
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1Total number of insured buildings: 39325Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

government functions dealing with natural resources of MTProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

offices, coffee shop bakeryDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

YPrevious history of flooding?: run off from parking lot caused by ice dammingDescription:

Any property damage losses in the past 3 years: Description:

3 blocksDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

LE
5508

Land Admin, HelenaProperty:

Property ID:

Paid

N/A

N/A

1625 11th Avenue HELENA 59601Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF NATURAL RESOURCES / DEPARTMENT OF NATURAL RESOURCES
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1Total number of insured buildings: 8358Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1978Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Fire cache for warehouse & land office is daily office operationsProvide a brief description of operations:

12 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

officeDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

WOOD FRAME

OTHER Wood Frame

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Northwest Land OfficeProperty:

Property ID:

Paid

N/A

N/A

655 Timberwolf Parkway Suite #1 KALISPELL 59901Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF NATURAL RESOURCES / DEPARTMENT OF NATURAL RESOURCES
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1Total number of insured buildings: 9320Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1989Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

single unit hydroelectric Pit Kaplan tubine. Generates electricity 24 hours/dailyProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Reservoir & riverDescription:

Abuts the hydro-electric How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

5 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

OTHER reinforced concrete

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2

Power HouseProperty:

Property ID:

Voluntary

Y

N

Toston Dam Road TOSTON 59643Property Address:

Occupancy Type: POWER PLANT

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF NATURAL RESOURCES / DEPARTMENT OF NATURAL RESOURCES
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1Total number of insured buildings: 10309Total Square footage of insured buildings:
0No. of stories:

NAre there any automatic sprinklers?:

1989Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Blower motor & exhaust valve are located in this building for protection from the weather.Provide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
NAre there any fire extinguishers?: Are they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Reservoir & riverDescription:

abuts hydro-electric plntHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

5 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

CORRUGATED METAL PANELS

OTHER

composite-fiberglass

no interior walls

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

3

Rubber DamsProperty:

Property ID:

Voluntary

N/A

N/A

Toston Dam Road TOSTON 59643Property Address:

Occupancy Type: POWER PLANT

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF NATURAL RESOURCES / DEPARTMENT OF NATURAL RESOURCES
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1Total number of insured buildings: 2400Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1991Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

storage of sonsumables, spare parts, construction materials, tools  used to maintain hydro plantProvide a brief description of operations:

ground levelStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Reservoir & riverDescription:

abuts hydro plantHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

5 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

CORRUGATED METAL PANELS

OTHER

Corrugated metal panels

small office built with plywood & gypsum brd

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

4

Storage BuildingProperty:

Property ID:

Voluntary

Y

N

Toston Dam Road TOSTON 59643Property Address:

Occupancy Type: QUONSET WAREHOUSE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF NATURAL RESOURCES / DEPARTMENT OF NATURAL RESOURCES
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1Total number of insured buildings: 9104Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1978Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices, rock sample storageProvide a brief description of operations:

8' shelving for samplesStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Technical & Southern Field OfficeProperty:

Property ID:

Paid

N/A

N/A

2535 St John Ave  BILLINGS 59107Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF NATURAL RESOURCES / DEPARTMENT OF NATURAL RESOURCES
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1Total number of insured buildings: 21763Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

marked for lease or being considered for sale under the Land Banking ProgramProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

50How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

7 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2

Swan River CTC Dorm/Classroom/GymProperty:

Property ID:

Voluntary

Public

N/A

N

58746 Hwy 83 S. SWAN LAKE 59911Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF NATURAL RESOURCES / DEPARTMENT OF NATURAL RESOURCES, SWAN RIVER
FOREST CAMP
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1Total number of insured buildings: 107122Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1977Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Offices, WarehouseProvide a brief description of operations:

20 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

UnkownWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 3 rounds in the off hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

WarehouseDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Less than 5 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

REINFORCED CONCRETE

OTHER

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

New Liquor WarehouseProperty:

Property ID:

Paid

Public

Y

N

2517 Airport Road HELENA 59601Property Address:

Occupancy Type: QUONSET WAREHOUSE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF REVENUE / DEPARTMENT OF REVENUE
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1Total number of insured buildings: 6397Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1958Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Office space and airplane hanger storageProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

 Aeronautics Helena  Operation BuildingProperty:

Property ID:

Paid

Y

N/A

2630 Airport Road  HELENA 59601Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 10704Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1965Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Airline offices, cafe, gift shop, car rental companyProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Airport Terminal, Administration BldgProperty:

Property ID:

Voluntary

N/A

N/A

721 Yellowstone Airport Road WEST YELLOWSTONE 59758Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION



Page 164

1Total number of insured buildings: 23070Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1981Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Equipment storageProvide a brief description of operations:

13'Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

5601-
04

Billings 24-stall Equipment StorageProperty:

Property ID:

Paid

Y

N/A

424 Morey Lane BILLINGS 59107Property Address:

Occupancy Type: GARAGE, VEHICLE STORAGE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 21267Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1981Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offce, & equipment repair shopProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

5601-
02

Billings Office & ShopProperty:

Property ID:

Paid

Y

N/A

424 Morey Lane BILLINGS 59107Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION



Page 166

1Total number of insured buildings: 2598Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2003Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Public restroomsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Bozeman Rest AreaProperty:

Property ID:

Paid

Y

N/A

3204 N. 19th Street BOZEMAN 59771Property Address:

Occupancy Type: ROADSIDE REST AREA

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 15600Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1980Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Truck equipment storageProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

4704-
03

Butte 24-stall Storage BuildingProperty:

Property ID:

Paid

Y

N/A

3751 Wynne Avenue BUTTE 59702Property Address:

Occupancy Type: GARAGE, VEHICLE STORAGE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 20791Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1970Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Office & vechilce equipment repair shopProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

4704-
02

Butte Office & ShopProperty:

Property ID:

Paid

Y

N/A

3751 Wynne Avenue BUTTE 59702Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 1408Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2003Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Roadside RestareaProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Culbertson Rest AreaProperty:

Property ID:

Voluntary

Y

N/A

US 2 MP 645.2 CULBERTSON 59218Property Address:

Occupancy Type: ROADSIDE REST AREA

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 2088Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Roadside RestareaProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: St Regis RiverDescription:

300 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

11 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

TILT-UP CONCRETE

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Dena Mora Rest Area EBProperty:

Property ID:

Voluntary

Y

N/A

I 90 MP 4.6 SALTESE 59867Property Address:

Occupancy Type: ROADSIDE REST AREA

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 2088Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

roadside restareaProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

11 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

TILT-UP CONCRETE

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Dena Mora Rest Area WBProperty:

Property ID:

Voluntary

Y

N/A

I 90 MP 4.6 SALTESE 59867Property Address:

Occupancy Type: ROADSIDE REST AREA

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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Total number of insured buildings: 12000Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

vehicle equipment repair shopProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Glendive Equipment ShopProperty:

Property ID:

Voluntary

Y

N/A

123 River Road GLENDIVE 59330Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 23691Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1946Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

mANUFACTURING/OFFICESProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: RiverDescription:

300 yardsHow far is the body of water from major buildings?:

YPrevious history of flooding?: Last flood 12 years agoDescription:

NAny property damage losses in the past 3 years: Description:

1/2 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1101-
02

Glendive Office/ShopProperty:

Property ID:

Voluntary

Y

503 N River Avenue  GLENDIVE 59330Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 18024Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1963Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

equipment shop attached to officeProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

0701-
02

Great Falls Office/ShopProperty:

Property ID:

Paid

Y

N/A

104 18th Avenue NE GREAT FALLS 59401Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 21276Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1953Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

equipment shop attached to officeProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2101-
02

Havre Office/ShopProperty:

Property ID:

Paid

Y

N/A

1649 US-2 NW  HAVRE 59501Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 18939Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2002Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

office and equipment storageProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Helena HQ Core Drill BuildingProperty:

Property ID:

Paid

Y

N/A

2701 Prospect Ave. HELENA 59601Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 1000Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Motor pool officeProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2512-
03

Helena HQ Motor Pool OfficeProperty:

Property ID:

Paid

N/A

N/A

2701 Prospect Avenue HELENA 59601Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 189821Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1978Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICESProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

POURED CONCRETE

TILT-UP CONCRETE

GYPSUM BOARD

POURED CONCRETE

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2512-
02

Helena HQ Office  ComplexProperty:

Property ID:

Paid

Y

Y

2701 Prospect Avenue HELENA 59601Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 16000Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1995Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices & vehicle storageProvide a brief description of operations:

NAStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 MileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2512-
09

Helena HQ Section BuildingProperty:

Property ID:

Paid

Y

N/A

2701 Prospect Avenue HELENA 59601Property Address:

Occupancy Type: GARAGE, VEHICLE STORAGE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 30607Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1981Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/FABRICATION/REPAIRProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

REINFORCED CONCRETE

TILT-UP CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2512-
04

Helena HQ Shop ComplexProperty:

Property ID:

Paid

Y

Y

2701 Prospect Avenue HELENA 59601Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 17868Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1999Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICE AND EQUIPMENT REPAIR, SHOP COMBINATIONProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: n/aWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1501-
02

Kalispell Office & ShopProperty:

Property ID:

Paid

Y

N/A

85 5th Avenue EN KALISPELL 59901Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 18000Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1963Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Office & equipment repair shopProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Wood timber

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1409-
02

Lewistown Office/ShopProperty:

Property ID:

Paid

Y

N/A

1620 Airport Road LEWISTOWN 59457Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION



Page 183

1Total number of insured buildings: 807Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2003Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Public rest areaProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:

NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

13 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Lost Trail Rest AreaProperty:

Property ID:

Voluntary

Y

N/A

US 93 MP 0.0 MISSOULA 59807Property Address:

Occupancy Type: ROADSIDE REST AREA

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 18500Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1997Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices & equipment repair shopProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:

NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.5 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Wood timber

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

0901-
10

Miles City Office/Shop IIProperty:

Property ID:

Paid

Y

N/A

217 N. 4th Street MILES CITY 59301Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 18177Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices & equipment repair shopProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:

NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Wood timber

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

3211-
02

Missoula Headquarters Office & ShopProperty:

Property ID:

Paid

Y

N/A

2100 West Broadway MISSOULA 59807Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 15600Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1978Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices, vehicle equipment storageProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:

NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 MileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Scobey Section GarageProperty:

Property ID:

Voluntary

Y

N/A

Highway 5 SCOBEY 59263Property Address:

Occupancy Type: GARAGE, VEHICLE STORAGE

Is there a fire private fire brigade?:

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 2800Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2002Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Roadside rest areaProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:

NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY W/FIRE DOORS

Earth roof

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Sweetgrass RestareaProperty:

Property ID:

Voluntary

N/A

N/A

I 15 MP 389.2 SWEETGRASS 59484Property Address:

Occupancy Type: ROADSIDE REST AREA

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 12417Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1937Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Office & vehicle equipment shopProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

4301-
02

Wolf Point Office & ShopProperty:

Property ID:

Voluntary

Y

N/A

200 E. HWY 25 WOLF POINT 59201Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: DEPARTMENT OF TRANSPORTATION / DEPARTMENT OF TRANSPORTATION
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1Total number of insured buildings: 7224Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1903Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Historic house museum-life at the turn of the centuryProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

restrooms & storageDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

WOOD TIMBER

MASONRY

OTHER

red clay conesera tiles

lathe & plaster

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Moss MansionProperty:

Property ID:

Paid

N

N

914 Division Street BILLINGS 59107Property Address:

Occupancy Type: MUSEUM

Is there a fire private fire brigade?: N

Agency: HISTORICAL SOCIETY / MONTANA HISTORICAL SOCIETY
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1Total number of insured buildings: 1216Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

office-assistance to property owners and historical archive maintenanceProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?

YAre there any fire extinguishers?:
YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

LE

Preservation OfficeProperty:

Property ID:

Paid

N

N

1410 8th Avenue HELENA 59601Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: HISTORICAL SOCIETY / MONTANA HISTORICAL SOCIETY
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1Total number of insured buildings: 16064Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1970Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICESProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 X WEEKNIGHT/4 X

WEEDEND
What is the frequency of rounds?:

YAre watchman recording rounds?
YAre there any fire extinguishers?: YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

SINGLE FAMILY/SMALL BUSINESSDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

TILT-UP CONCRETE

GYPSUM BOARD

BRICK VENEER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 5

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

LE
3507

Leased - Acct'g/Data ProcessProperty:

Property ID:

Paid

N/A

N

1225-1227 11th HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: OFFICE OF PUBLIC INSTRUCTION / OFFICE OF PUBLIC INSTRUCTION



Page 192

30Total number of insured buildings: 10000Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Science studies for studentsProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Canyon Ferry LakeDescription:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

NO INTERIOR WALLS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Leased-Canyon Ferry  Reservoir Gov't CampProperty:

Property ID:

Voluntary

N/A

N/A

Canyon Ferry Limnological Inst. 7653 Canyon Ferry HELENA 59602Property Address:

Occupancy Type: CABINS/BUNKHOUSES

Is there a fire private fire brigade?: N

Agency: OFFICE OF PUBLIC INSTRUCTION / OFFICE OF PUBLIC INSTRUCTION
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1Total number of insured buildings: 20627Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1988Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

State officesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

UnknownWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?
Are there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6901-
8037

A

Billings - Lease #8037A/8105A/8104/8112    1/2011Property:

Property ID:

Paid

Public

2121 Rosebud Suite C-D-E BILLINGS 59102Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES
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1Total number of insured buildings: 21220Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Treatment centerProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?
Are there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

TILT-UP CONCRETE

GYPSUM BOARD

Poured concrete

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Owne
d

Billings - Owned AMDD MH Cntr -Lessee 1/2011Property:

Property ID:

Paid

1245 N 29th BILLINGS 59107Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?:

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES
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1Total number of insured buildings: 32964Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

State officesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

UnknownWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?
Are there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6901-
8023

Great Falls - Lease #8023 & 8043   1/2011Property:

Property ID:

Paid

N/A

N/A

201 1st St. S GREAT FALLS 59403Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES
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1Total number of insured buildings: 27431Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1975Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICESProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

UNKNOWNWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

WOOD JOISTS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6901-
6932

A

Helena - Lease #6932-A   1/2011Property:

Property ID:

Paid

Public

3075 N Montana HELENA 59601Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES
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1Total number of insured buildings: 25290Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

2000Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICESProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 MILEDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

GLASS & STEEL CURTAIN

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6901-
8015

Helena - Lease #8015  1/2011Property:

Property ID:

Paid

N/A

N/A

2401 Colonial Dr HELENA 59620Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES
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1Total number of insured buildings: 38032Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

WAREHOUSEProvide a brief description of operations:

20 FEETStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

UNKNOWNWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Owne
d

Helena - Rented Commodity Warehouse  1/2011Property:

Property ID:

Paid

Public

N/A

N/A

1400 Carter Drive HELENA 59601Property Address:

Occupancy Type: QUONSET WAREHOUSE

Is there a fire private fire brigade?:

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES
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1Total number of insured buildings: 26239Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

2007Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

OFFICESProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

UNKNOWNWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

OTHER

WOOD FRAME

GYPSUM BOARD

WOOD JOISTS

Indicate the Alarm Coverages provided for your facility: SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6901-
8075

Kalispell - Lease #8075    1/2011Property:

Property ID:

Paid

Public

121 Financial Dr KALISPELL 59901Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES



Page 200

1Total number of insured buildings: 35000Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

2000Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OfficesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

UnknownWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6901-
8019

Missoula - Lease #8019   1/2011Property:

Property ID:

Paid

2677 Palmer St MISSOULA 59808Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES
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1Total number of insured buildings: 76700Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1952Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Offices,  Res. long term care fac.Provide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:

NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Church & Two housesDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Creek w/2 pondsDescription:

500 YardsHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 MileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

OTHER

MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Main Building & AdditionProperty:

Property ID:

Paid

Public

N/A

N/A

800 Casino Creek Drive LEWISTOWN 59457Property Address:

Occupancy Type: HOSPITAL, NURSING HOME

Is there a fire private fire brigade?:

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MENTAL HEALTH
NURSING CARE CENTER
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1Total number of insured buildings: 8099Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1990Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/HEALTH CAREProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

500 FT.How far is the body of water from major buildings?:

YPrevious history of flooding?: RIVER RAN BANKS IN 1981 -- BLDG DID NOT EXISTDescription:

NAny property damage losses in the past 3 years: Description:

7 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

7

AdministrationProperty:

Property ID:

Voluntary

Public

N/A

N/A

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 5740Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1950Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

DENTAL/MED REC/STORAGE/CLINICProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

500 FT.How far is the body of water from major buildings?:

YPrevious history of flooding?: RIVER RAN BANKS IN 1981 --- NO DAMAGEDescription:

NAny property damage losses in the past 3 years: Description:

7 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

CONCRETE PANELS

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

104B

Clinic/Dental/Lab/MED RECORDS/STORAGEProperty:

Property ID:

Voluntary

Public

N/A

N/A

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: CLINICS

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 4653Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

12 BED COTTAGEProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

600 FT.How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6

Home - 10/12 BedProperty:

Property ID:

Paid

Public

N/A

N

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 4653Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

12 BED COTTAGEProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

600 FT.How far is the body of water from major buildings?:

Previous history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

5

Home - 10/12 BedProperty:

Property ID:

Paid

Public

N/A

N

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 3362Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

6 BED COTTAGEProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

1,000 FT.How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2

Home - 6 BedProperty:

Property ID:

Paid

Public

N/A

N/A

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 3362Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

6 BED COTTAGEProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

1,000 FT.How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Home - 6 BedProperty:

Property ID:

Paid

Public

N/A

N/A

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 4041Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

10 BED COTTAGEProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

800 FT.How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

4

Home - 8/10 BedProperty:

Property ID:

Paid

Public

N/A

N/A

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 4041Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

10 BED COTTAGEProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

800 FT.How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

3

Home - 8/10 BedProperty:

Property ID:

Paid

Public

N/A

N/A

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 8437Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1980Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

BOILER PLANT/CAN-PAPER PROCESSINGProvide a brief description of operations:

6 FT MAXStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

500 FT.How far is the body of water from major buildings?:

YPrevious history of flooding?: RIVER RAN ITS BANKS IN 1981 --- BLDG DID NOT EXISTDescription:

NAny property damage losses in the past 3 years: Description:

7 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

9

Industries/HeatingProperty:

Property ID:

Voluntary

Public

N/A

N/A

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: POWER PLANT

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 8689Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1990Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

FOOD SERVICE/DINING/WAREHOUSEProvide a brief description of operations:

17FT.Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

500 FT.How far is the body of water from major buildings?:

YPrevious history of flooding?: RIVER RAN BANKS IN 1981 --- BLDG DID NOT EXISTDescription:

NAny property damage losses in the past 3 years: Description:

7 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

10

Nutrition/DistributionProperty:

Property ID:

Voluntary

Public

Y

Y

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 30932Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1950Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICE SPACE/CUSTODIALProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

500 FT.How far is the body of water from major buildings?:

YPrevious history of flooding?: RIVER RAN BANKS IN 1981 --- NO DAMAGEDescription:

NAny property damage losses in the past 3 years: Description:

7 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

104C

OFFICE SPACE/CUSTODIALProperty:

Property ID:

Voluntary

Public

N/A

N/A

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 16808Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1950Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICE/PAPER SHREDDINGProvide a brief description of operations:

6 FT MAXStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

500 FT.How far is the body of water from major buildings?:

YPrevious history of flooding?: RIVER RAN ITS BANKS IN 1981 -- NO DAMAGEDescription:

NAny property damage losses in the past 3 years: Description:

7 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

WOOD JOISTS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

104A

Offices/VocationalProperty:

Property ID:

Voluntary

Public

N/A

N/A

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 21357Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1950Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

RECREATION/EDUCATION/HEALTH CAREProvide a brief description of operations:

6 FT MAXStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

500 FT.How far is the body of water from major buildings?:

YPrevious history of flooding?: RIVER RAN BANKS IN 1981 -- NO DAMAGEDescription:

NAny property damage losses in the past 3 years: Description:

7 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

GLASS AND STEEL CURTAIN

GYPSUM BOARD/MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

102

RecreationProperty:

Property ID:

Voluntary

Public

N/A

N/A

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 16000Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1990Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

HEALTH CARE TREATMENT SER/CLASSROOMSProvide a brief description of operations:

6 FT MAXStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BOULDER RIVERDescription:

500 FT.How far is the body of water from major buildings?:

YPrevious history of flooding?: RIVER RAN BANKS IN 1981 --- BLDG DID NOT EXISTDescription:

NAny property damage losses in the past 3 years: Description:

7 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

8

TreatmentProperty:

Property ID:

Voluntary

Public

N/A

N/A

310 4th Avenue BOULDER 59632Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, MONTANA
DEVELOPMENTAL CENTER
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1Total number of insured buildings: 22141Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1919Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

OfficesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
NAre there any fire extinguishers?: Are they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Asphalt

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

113

Admin Business & Personnel OfficesProperty:

Property ID:

Part-Paid

N/A

N/A

300 Garnet Way WARMSPRINGS 59756Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?:

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, STATE HOSPITAL



Page 217

1Total number of insured buildings: 15247Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1973Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Jail, DOC start programProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?

YAre there any fire extinguishers?:
YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

TILT-UP CONCRETE

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

218

Maximum Security - Bldg 56-57Property:

Property ID:

Part-Paid

N/A

N/A

450 Trapper Way WARMSPRINGS 59756Property Address:

Occupancy Type: JAIL

Is there a fire private fire brigade?: Y

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, STATE HOSPITAL
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1Total number of insured buildings: 81536Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

2000Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

PSYCHIATRIC HOSPITALProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

220

New HospitalProperty:

Property ID:

Part-Paid

Public

N/A

N/A

300 Garnet Way WARMSPRINGS 59756Property Address:

Occupancy Type: HOSPITAL, NURSING HOME

Is there a fire private fire brigade?: Y

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, STATE HOSPITAL
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1Total number of insured buildings: 16953Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1971Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Records, business, classroomsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

217

Program Support BuildingProperty:

Property ID:

Part-Paid

N/A

N/A

250 Trapper Way WARMSPRINGS 59756Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: Y

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, STATE HOSPITAL
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1Total number of insured buildings: 63033Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

WarehouseProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
NAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

201

Receiving HospitalProperty:

Property ID:

Part-Paid

N/A

N/A

301 Blizzard Way WARMSPRINGS 59756Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?: Y

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, STATE HOSPITAL
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1Total number of insured buildings: 18918Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1976Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

PSYCHIATRIC HOSPITALProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

CONCRETE PANELS

OTHER

MASONRY

GYPSUM BOARD

STEEL DECK

PRECAST

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

219

Spratt Building 219Property:

Property ID:

Part-Paid

Public

N/A

N

351 Fleecer Way WARMSPRINGS 59756Property Address:

Occupancy Type: HOSPITAL, NURSING HOME

Is there a fire private fire brigade?: Y

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, STATE HOSPITAL
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1Total number of insured buildings: 120Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1952Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Provide a brief description of operations:

7 ftStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?
Are there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

422

Storage ShedProperty:

Property ID:

300 Garnet Way WARMSPRINGS 59756Property Address:

Occupancy Type: GARAGE, PARTS STORAGE

Is there a fire private fire brigade?:

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, STATE HOSPITAL
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1Total number of insured buildings: 20638Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1951Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

PHYSICAL, SOCIAL, & EDUCATIONAL ACTIVITIESProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?: Are they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

STEEL & WOOD

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

102

Theraputic Learning CenterProperty:

Property ID:

Part-Paid

N/A

N/A

151 Blizzard Way WARMSPRINGS 59756Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: Y

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, STATE HOSPITAL
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1Total number of insured buildings: 60000Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1970Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Nursing Home/Personal CareProvide a brief description of operations:

18Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Service Bldg/Old MainDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: RiverDescription:

1000 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3 MilesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Poly

Wood Frame

Masonry

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

31

Nursing Home & Dom &Special Care Unit  69-73-84-02Property:

Property ID:

Voluntary

Public

Y

Y

400 Veterans Dr. COLUMBIA FALLS 59912Property Address:

Occupancy Type: HOSPITAL, NURSING HOME

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, VETERANS' HOME -
COLUMBIA FALLS
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1Total number of insured buildings: 14329Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1896Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Historical list bldg./not usedProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

N/AWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
NAre there any fire extinguishers?:

NAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

House Temp. Nursing/StorageDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: RiverDescription:

1000 FeetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3 MilesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

OTHER

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Original Old Main Building  (NOT USED)Property:

Property ID:

Voluntary

N/A

N

400 Veterans Dr. COLUMBIA FALLS 59912Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, VETERANS' HOME -
COLUMBIA FALLS
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1Total number of insured buildings: 5806Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1917Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Used for Training and Temp Services PersonnelProvide a brief description of operations:

Do Not KnowStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

Meets CodeWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: N/AWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Nursing HomeDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2

Service BuildingProperty:

Property ID:

Voluntary

Public

N/A

N

400 Veterans Dr. COLUMBIA FALLS 59912Property Address:

Occupancy Type: CHAPEL

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, VETERANS' HOME -
COLUMBIA FALLS
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1Total number of insured buildings: 49482Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1995Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Veterans Nursing HomeProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

0Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: RIVERDescription:

1 MILEHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Eastern Montana Veteran's HomeProperty:

Property ID:

Paid

Public

Y

N

2000 Montana Avenue GLENDIVE 59330Property Address:

Occupancy Type: HOSPITAL, NURSING HOME

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, VETERANS' HOME -
GLENDIVE
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1Total number of insured buildings: 2530Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1995Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

GARAGE & STORAGEProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: RIVERDescription:

1 MILEHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

GarageProperty:

Property ID:

Paid

Y

N

2000 Montana Ave GLENDIVE 59330Property Address:

Occupancy Type: GARAGE, VEHICLE STORAGE

Is there a fire private fire brigade?: N

Agency: PUBLIC HEALTH & HUMAN SERVICES / PUBLIC HEALTH & HUMAN SERVICES, VETERANS' HOME -
GLENDIVE
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1Total number of insured buildings: 53875Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1983Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Insurance CompanyProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

SPACED 14' THROUGHOUTWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Offices/Restaurant/StorageDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

06103
0

Margaret Condon BuildingProperty:

Property ID:

Paid

Public

Y

N

5 S Last Chance Gulch HELENA 59601Property Address:

Occupancy Type: GOVERNMENTAL BLDG

Is there a fire private fire brigade?: N

Agency: STATE FUND / STATE FUND
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1Total number of insured buildings: 115053Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

2010Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Insurance Provide a brief description of operations:

8'-0"Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Parking StructureDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/2 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

06103

Montana State Fund BuildingProperty:

Property ID:

Paid

Public

Y

855 Front Street HELENA 59601Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: STATE FUND / STATE FUND
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1Total number of insured buildings: 89460Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1967Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

College building with both classrooms & administrative officesProvide a brief description of operations:

7 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

home & 2 garagesDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

811

Donaldson BuildingProperty:

Property ID:

Paid

Public

Y

Y

1115 North Roberts HELENA 59601Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, HELENA COLLEGE OF TECHNOLOGY OF UM
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1Total number of insured buildings: 89247Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1975Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

College building with both classrooms and administrative officesProvide a brief description of operations:

7 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

airplane hangarDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

CORRUGATED METAL PANELS

MASONRY

Masonry

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

817

Helena College of Technology Airport CampusProperty:

Property ID:

Paid

Public

Y

Y

2300 Airport Rd. HELENA 59601Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, HELENA COLLEGE OF TECHNOLOGY OF UM
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1Total number of insured buildings: 12968Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1955Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: irrigation ditchDescription:

300 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

9

Academic Support CenterProperty:

Property ID:

Paid

Y

N

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 20254Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

0Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Description:

100 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

10

Apsaruke HallProperty:

Property ID:

Paid

Y

N/A

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS



Page 235

1Total number of insured buildings: 6152Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1980Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: irrigation ditchDescription:

200 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2

Art AnnexProperty:

Property ID:

Paid

Y

N/A

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 40276Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1951Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: irrigation ditchDescription:

300 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

7

Cisel HallProperty:

Property ID:

Paid

Y

N/A

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 40946Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1970Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

medicalDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: irrigation ditchDescription:

500 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

LE

College of Business - McDonald HallProperty:

Property ID:

Paid

100 Poly Drive BILLINGS 59101Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 96340Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1972Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: irrigation ditchDescription:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

37

College of Education BuildingProperty:

Property ID:

Paid

Public

Y

N

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 122500Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1987Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

College of Technology - Main BuildingProperty:

Property ID:

Paid

Public

Y

N/A

3803 Central Avenue BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 49500Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

2007Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

College of Technology - New Health Sciences BldgProperty:

Property ID:

Paid

Public

Y

N/A

3803 Central Ave. BILLINGS 59102Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 97488Total Square footage of insured buildings:
8No. of stories:

YAre there any automatic sprinklers?:

1970Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

education, classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: irrigation ditchDescription:

500 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

27

Liberal Arts BuildingProperty:

Property ID:

Paid

Public

Y

N/A

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 85447Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: irrigation ditchDescription:

500How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

22

Library Classroom BuildingProperty:

Property ID:

Paid

Public

Y

N/A

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 55025Total Square footage of insured buildings:
5No. of stories:

YAre there any automatic sprinklers?:

1935Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: irrigation ditchDescription:

200 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

McMullen HallProperty:

Property ID:

Paid

Public

Y

N/A

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 183000Total Square footage of insured buildings:
5No. of stories:

YAre there any automatic sprinklers?:

1998Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

vehicle parkingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: irrigation ditchDescription:

50 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Parking Garage & Sky Bridge (sprinklered)Property:

Property ID:

Paid

Y

N/A

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: GARAGE, VEHICLE STORAGE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 281996Total Square footage of insured buildings:
8No. of stories:

YAre there any automatic sprinklers?:

1962Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

dormitoryProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?: Are they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

17

Petro/Rimrock/SUB ComplexProperty:

Property ID:

Paid

Public

Y

N/A

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 16384Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1979Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

maintenance shopsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

CONCRETE PANELS

POURED CONCRETE

TILT-UP CONCRETE

MASONRY

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

51

Phys Plant - 324 N Rim TerrProperty:

Property ID:

Paid

Y

N/A

324 N. Rim Terrrace BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 112997Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1961Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

residentialDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Description:

200 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

15

Physical Ed BuildingProperty:

Property ID:

Paid

Public

Y

N/A

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 54311Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1947Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: irrigation ditchDescription:

200 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6

Science HallProperty:

Property ID:

Paid

Public

Y

N/A

1500 N. 30th St. BILLINGS 59101Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 25200Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2001Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Indoor Tennis CourtProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

NAWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 - 2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

OTHER Inflatable Dome

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

51060

Tennis BubbleProperty:

Property ID:

Paid

N/A

N/A

1500 University Drive BILLINGS 59101Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 9712Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1970Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

student housingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: dailyWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

private residenceDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: irrigation ditchDescription:

200 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Townhomes (student housing) 32 Mountain ViewProperty:

Property ID:

Paid

Public

N/A

N/A

32 Mountain View BILLINGS 59101Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BILLINGS
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1Total number of insured buildings: 41333Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1954Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Classrooms & labsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.36 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

113

AJM JOHNSON HALLProperty:

Property ID:

Paid

Y

N

Grant Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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8Total number of insured buildings: 37003Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1976Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Multi-family residentialProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.25 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

529

BRANEGAN COURTProperty:

Property ID:

Paid

N/A

N/A

101, 2, 3, 4, 5, 6, 7, 8  Branegan Court BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 63806Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1974Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

classrooms, officesProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1-01 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

127

CHEEVER HALLProperty:

Property ID:

Paid

N/A

N/A

South 11th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 89613Total Square footage of insured buildings:
5No. of stories:

YAre there any automatic sprinklers?:

2007Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Chemistry research laboratoryProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

140' sq/sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.75 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

144

CHEMISTRY/BIO CHEMISTRY BIUILDINGProperty:

Property ID:

Paid

Public

Y

N

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 92741Total Square footage of insured buildings:
6No. of stories:

NAre there any automatic sprinklers?:

1970Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices, classsrooms, labsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.37 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

119

COBLEIGH HALLProperty:

Property ID:

Paid

Y

N

South 7th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 31415Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices, labsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.97 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

118

COOLEY LABProperty:

Property ID:

Paid

Y

N

South11th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 48900Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1955Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Administration & post officeProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.84 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

136

CULBERTSON HALLProperty:

Property ID:

Paid

N/A

N/A

Harrison Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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10Total number of insured buildings: 6760Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

single family dwellingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.20 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

562

DEER STREETProperty:

Property ID:

Paid

N/A

N/A

1406-24 Deer Street BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 150730Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices, classrooms, labsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

140' sq /sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.39 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

139

ENGINEERING PHYSICAL SCIENCESProperty:

Property ID:

Paid

Public

Y

N

GRANT STREET BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 189376Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1958Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Athletic event centerProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

140' sq / sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.25 ,milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

114

FIELDHOUSEProperty:

Property ID:

Paid

Public

N/A

N/A

South11th Avenue ( no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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26Total number of insured buildings: 17576Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

single family dwellingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.15 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

564

FOX STREET 2 BEDOOMProperty:

Property ID:

Paid

N/A

N/A

1209-12,1402-17,1419,21,23,25,27 Fox Street BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 6034Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1952Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Garage, auto repairProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.5 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

314

FS MOTOR POOL/GARAGEProperty:

Property ID:

Paid

Y

N

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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18Total number of insured buildings: 14436Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1993Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

storage unitsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

single family dwellingDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2.25 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 1

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

635

FS SO 5TH STORAGE UNITS 16X48Property:

Property ID:

Paid

N/A

N/A

SOUTH 5TH  BOZEMAN 59715Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 96993Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1961Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Classrooms, labsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

140' sq  /sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.21 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

117

GAINES HALLProperty:

Property ID:

Paid

Public

Y

N

Grant Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: x

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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47Total number of insured buildings: 31772Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

single family dwellingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.15 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

563

GLACIER COURT 2 BEDROOMProperty:

Property ID:

Paid

N/A

N/A

1-20, 22-27,29,33,35,37,39-55 Glacier Court BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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9Total number of insured buildings: 6084Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Single family dwellingProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.15 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

567

GOPHER STREETProperty:

Property ID:

Paid

N/A

N/A

1209-25 Gopher Court BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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6Total number of insured buildings: 118062Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1975Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT FAMILY HOUSINGProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.45 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

528

GRANT CHAMBERLAINProperty:

Property ID:

Paid

N/A

N/A

101, 2, 3, 4, 5, 6 Grant Chamberlain Street BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 27745Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1910Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 4/20/01 WATER DAMAGE FROM FROZEN SPRINKLER LINEDescription:

1.06 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

301

HAMILTON HALLProperty:

Property ID:

Paid

N/A

N/A

South 7th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN



Page 269

1Total number of insured buildings: 85669Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1955Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT DORMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 3-4 TIMES PER NIGHTWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.15 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

TILT-UP CONCRETE

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

331

HANNON HALLProperty:

Property ID:

Paid

Public

N/A

N/A

South 7th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 94612Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1959Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT DORMS/BAKERYProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 3-4 TIMES PER MIGHTWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.99 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY

STEEL DECK

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

336

HAPNER HALLProperty:

Property ID:

Paid

N/A

N/A

West Cleveland BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 42104Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1974Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

8How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.01 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY W/FIRE DOORS

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

128

HAYNES HALLProperty:

Property ID:

Paid

Y

N/A

South 11th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 9614Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1923Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

GENERATES STEAM, ELECTRICITY & AIR TO CAMPUSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: MONITORED 24 HOURSWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.42 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

303

HEATING PLANTProperty:

Property ID:

Paid

N/A

N/A

West Grant Street BOZEMAN 59717Property Address:

Occupancy Type: POWER PLANT

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 134127Total Square footage of insured buildings:
11No. of stories:

YAre there any automatic sprinklers?:

1965Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT DORMProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

10How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 3-4 TIMES PER NIGHTWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 6/21/02 WATER DAMAGE DUE TO FROZEN SPRINKLER LINEDescription:

.92 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

343

HEDGES NORTHProperty:

Property ID:

Paid

Public

N/A

N/A

West Grant Street BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 134127Total Square footage of insured buildings:
11No. of stories:

YAre there any automatic sprinklers?:

1965Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT DORMProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

8How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 3-4 TIMES PER NIGHTWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.02 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

340

HEDGES SOUTHProperty:

Property ID:

Paid

Public

N/A

N/A

West Grant Street BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 40387Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1926Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMS/LABSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 3/11/02 WATER DAMAGE DUE TO FROZEN SPRINKLER LINEDescription:

1.08 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD LATH & PLASTER

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

109

HERRICK HALLProperty:

Property ID:

Paid

Y

N/A

West Cleveland BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 29102Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1974Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMS/LABSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

9How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.05 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY W/FIRE DOORS

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

126

HOWARD HALLProperty:

Property ID:

Paid

N/A

N/A

South 11th Avenue BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 8675Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1969Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Administration, research labs, private police stationProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no psrinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: hail damage to liability vehiclesDescription:

1.50 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

441

HUFFMAN BUILDINGProperty:

Property ID:

Paid

N/A

N/A

South 7th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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21Total number of insured buildings: 14196Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Administration officeProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.99 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

560

JEFFERSON COURTProperty:

Property ID:

Paid

N/A

N/A

1,3,5,7,9-25 Jefferson Court BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 121400Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1955Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT DORMProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 3-4 TIME PER NIGHTWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.86 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

OTHER PLASTER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

330

JOHNSTONE CENTERProperty:

Property ID:

Paid

N/A

N/A

West Harrison Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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6Total number of insured buildings: 17664Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Multi family dwellingProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.65 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

523

JULIA MARTIN EAST 4-PLEXProperty:

Property ID:

Paid

N/A

N/A

102, 4, 6, 9, 10, 11  East Julia Martin Drive BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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8Total number of insured buildings: 54880Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1971Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT FAMILY HOUSINGProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

13How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.65 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

525

JULIA MARTIN WEST 8 PLEXProperty:

Property ID:

Paid

N/A

N/A

112, 3, 4, 5, 6, 7, 8, 9 West. Julia Martin Drive BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 38917Total Square footage of insured buildings:
9No. of stories:

YAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT DORMProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

14How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?

YAre there any fire extinguishers?:
YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.63 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

520

KOCH TOWERProperty:

Property ID:

Paid

Public

N/A

N/A

101 Peter Koch Street BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 100399Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT DORMProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13 BASEMENT ONLYWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 3-4 TIMES PER NIGHTWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 2/25/03 WATER DAMAGE DUE TO FROZEN SPRINKLER LINEDescription:

.81 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

338

LANGFORD HALLProperty:

Property ID:

Paid

Public

N/A

N/A

West Harrison Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 112011Total Square footage of insured buildings:
8No. of stories:

YAre there any automatic sprinklers?:

1973Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMS/LABSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13 IN 3 FLOORSWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 2/24/03 WATER DAMAGE DUE TO FROZEN SPRINKLER
LINE/8/02/02WATER DAMAGE 

Description:

1.02 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

120

LEON JOHNSON HALLProperty:

Property ID:

Paid

Public

Y

N/A

West Arthur St (northwest of Montana Hall-no offic BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN



Page 285

1Total number of insured buildings: 42131Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1923Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13 BASEMENT ONLYWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 0/03/02 WATER DAMAGE DUE TO FROZEN SPRINKLER LINEDescription:

1.10 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD LATH & PLASTER

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

103

LEWIS HALLProperty:

Property ID:

Paid

Public

Y

N/A

West Garfield Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 65563Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1909Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMS/LABSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

9How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 12/29/03 WATER DAMAGE DUE TO FROZEN SPRINKLER LINEDescription:

.9 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

WOOD TIMBER

MASONRY/LATH & PLASTER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

104

LINFIELD HALLProperty:

Property ID:

Paid

Y

N/A

South 11th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 165758Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1973Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMS/GYM/MULTI-CARE CENTER/POOLProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13 BASEMENT ONLYWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

1.25 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

123

MARGA HOSAEUS FITNESS CENTERProperty:

Property ID:

Paid

Public

N/A

N/A

West Grant Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 31198Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1961Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/LABSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 11/4/03 WATER DAMAGE DUE TO FROZEN SPRINKLER LINEDescription:

.79 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

STEEL JOISTS/WOOD DECK

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

116

MARSH LABORATORYProperty:

Property ID:

Paid

Y

N/A

1911 WEST LINCOLN STREET BOZEMAN 59718Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 10488Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1952Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES & LABSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER WEEKWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.09 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

WOOD DECK

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

112

MCCALL HALLProperty:

Property ID:

Paid

Y

N/A

South11th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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6Total number of insured buildings: 33354Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT FAMILY HOUSINGProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

10How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.28 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

550

MCINTOSH COURT 5 APT.Property:

Property ID:

Paid

Public

N/A

N/A

101,3, 4, 5, 6, 9 Mcintosh Court BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 47195Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1964Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

FOOD SERVICE/CONFRENCE ROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

9How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.97 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

341

MILLER DINING (HEDGES FS)Property:

Property ID:

Paid

Public

N/A

N/A

West Grant (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 23607Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Livestock event centerProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2.25 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

432

MILLER PAVILIONProperty:

Property ID:

Paid

N/A

N/A

Montana State University Campus BOZEMAN 59718Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 39725Total Square footage of insured buildings:
5No. of stories:

NAre there any automatic sprinklers?:

1896Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICESProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 3/25/03 WATER DAMAGE DUE TO FROZEN SPRINKLER LINEDescription:

1.18 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

GYPSUM BOARD MASONRY/LATH & PLASTER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

101

MONTANA HALLProperty:

Property ID:

Paid

N/A

West Garfield (no official address) BOZEMAN 59717Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 93390Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1987Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

PUBLIC MUSEUM & DISPLAYSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HOURLYWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 4/2002 WATER DAMAGE DUE TO FROZEN SPRINKLER LINEDescription:

1.85 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

WOOD FRAME

MASONRY W/FIRE DOORS

STEEL DECK

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

121

MUSEUM OF THE ROCKIESProperty:

Property ID:

Paid

Public

Y

N/A

600 KAGY BOULEVARD BOZEMAN 59717Property Address:

Occupancy Type: MUSEUM

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 29281Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1998Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT DORMProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

8How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 3-4 TIMES PER NIGHTWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.23 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

OTHER

GYPSUM BOARD

STEEL JOISTS

STEEL FRAME

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

334

NORTH HEDGES SUITES #1Property:

Property ID:

Paid

Public

N/A

N/A

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 29211Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1998Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT DORMProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 3-4 TIMES PER NIGHTWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.26 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

MASONRY

GYPSUM BOARD

STEEL JOISTS

STEEL FRAME

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

335

NORTH HEDGES SUITES #2Property:

Property ID:

Paid

Public

N/A

N/A

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 7262Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Administration, testing laboratoryProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

CORRUGATED METAL PANELS

MASONRY

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

434

NUTRITION CENTER OSCAR THOMASProperty:

Property ID:

Paid

Y

N

Montana State University Campus BOZEMAN 59718Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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9Total number of insured buildings: 77382Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1985Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT FAMILY HOUSINGProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

11How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.61 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

531

PAISLEY APARTMENTSProperty:

Property ID:

Paid

N/A

N/A

101, 2, 3, 4, 5, 6, 7, 8, 9 Paisley Court BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 40480Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1999Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

RESEARCH OFFICES/LABSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

8How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 10/21/02 - WATER DAMAGE/FROZEN SPRINKLER LINE, 4/21/01
WATER DAMAGE CAUSING EQUIPMENT TO BE EXPOSED

Description:

.88 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

STEEL FRAME W/ WOOD SHEATHING

WITH FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

400

PLANT BIOSCIENCE BUILDINGProperty:

Property ID:

Paid

Public

Y

N/A

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 64958Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1986Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/LABS/GREENHOUSE/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

8How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 9/19/02 WATER DAMAGE DUE TO FROZEN SPRINKLER LINEDescription:

.9 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

GLASS

GLASS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

401

PLANT GROWTH CENTERProperty:

Property ID:

Paid

Public

Y

N/A

South 11th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 18500Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1952Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/SHOPS/STOREProvide a brief description of operations:

6'8"Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

1 NEAR DUST COLLECTION What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

RESIDENTIALDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.41 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

WOOD TIMBER

MASONRY

GYPSUM BOARD

METAL JOISTS/WOOD DECK

Indicate the Alarm Coverages provided for your facility: SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

316

PLEW BUILDINGProperty:

Property ID:

Paid

Public

N/A

N/A

West Grant BOZEMAN 59717Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 6807Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1935Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

DormatoryProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

140' sq/ sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.9 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

370

QUAD AProperty:

Property ID:

Paid

Public

N/A

N/A

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 6807Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1935Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

DormatoryProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

140' sq/ sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.9 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

371

QUAD BProperty:

Property ID:

Paid

Public

N/A

N/A

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 7473Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1935Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

DormatoryProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

140' sq/ sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.9 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

372

QUAD CProperty:

Property ID:

Paid

Public

N/A

N/A

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 7473Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1935Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

DormatoryProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

140' sq/ sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.9 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

373

QUAD DProperty:

Property ID:

Paid

Public

N/A

N/A

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 6840Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1935Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

DormatoryProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

140' sq/ sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.9 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

374

QUAD EProperty:

Property ID:

Paid

Public

N/A

N/A

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 6840Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1935Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

RestaurantProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

140' sq/ sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.9 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

375

QUAD FProperty:

Property ID:

Paid

Public

N/A

N/A

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 91167Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1959Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

8How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.14 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY GYPSON BLOCK

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

115

REID HALLProperty:

Property ID:

Paid

N/A

N/A

West Garfield Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 163069Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1949Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

LIBRARY/OFFICES/COMPUTING CENTERProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 1/03/04 WATER DAMAGE DUE TO FROZEN SPRINKLER LINE -
12/24/02 LARGE FOUNTAIN ON 3RD FLOOR LEAKING

Description:

1.21 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

GLASS & STEEL CURTAIN

MASONRY W/FIRE DOORS

WOOD JOISTS

WOOD TIMBER

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

111

RENNE LIBRARYProperty:

Property ID:

Paid

Public

N/A

N/A

West Garfield Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: LIBRARY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 49395Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1922Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

RESIDENTALDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.34 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD MASONRY/LATH & PLASTER

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

107

ROBERTS HALLProperty:

Property ID:

Paid

N/A

N/A

West Garfield Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 53074Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1922Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/GYM/POOL/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.25 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

MASONRY LATH & PLASTER

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

105

ROMNEY GYMNASIUMProperty:

Property ID:

Paid

N/A

N/A

West Grant Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 90200Total Square footage of insured buildings:
11No. of stories:

YAre there any automatic sprinklers?:

1966Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT DORMProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 3-4 TIMES PER NIGHTWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

NAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.18 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

344

ROSKIE HALLProperty:

Property ID:

Paid

N/A

N/A

West Grant Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 18298Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1973Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.08 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

122

SHERRICK HALLProperty:

Property ID:

Paid

N/A

N/A

West Garfield Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 21760Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1973Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

FOOTBALL STADIUM/CONCESSIONS, RESTROOMS/TICKET BOOTH/BLEACHERSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.64 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

METAL DECK

MASONRY

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

155

STADIUM EAST BLEACHERSProperty:

Property ID:

Paid

N/A

N/A

800 Kagy BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 13356Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1973Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

BleachersProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.64 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

157

STADIUM SOUTH BLEACHERS, PHIIProperty:

Property ID:

Paid

N/A

N/A

800 Kagy BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 87866Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1998Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

FOOTBALL STADIUM/CONFRENCE ROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 11/04/02 WATER DAMAGE DUE TO PIPE BREAKDescription:

1.68 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

156

STADIUM WEST BLEACHERS, PHIIProperty:

Property ID:

Paid

Public

N/A

N/A

1000 Kagy BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 38917Total Square footage of insured buildings:
9No. of stories:

YAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT DORMProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

11How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.66Distance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

521

STORY TOWERProperty:

Property ID:

Paid

Public

N/A

N/A

101 Nelson Story BOZEMAN 59715Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 191407Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1939Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/THEATER/REC CENTER/CONFRENCE SER./BOOKSTOREProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: OCCUPIED 24 HOURSWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 3/19/03 WATER DAMAGE DUE TO FROZEN SPRINKLER LINE/8/16/02
PROPYLENE GLYCOL LEAKED FROM HEATING SYSTE

Description:

1.34 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

STEEL DECK

WOOD TIMBER

MASONRY/PLASTER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

304

STRAND UNION BUILDINGProperty:

Property ID:

Paid

Public

Y

N

West Grant (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 21400Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

STUDENT HEALTH CENTERProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.44 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD MASONRY/PLASTER

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

346

SWINGLE HEALTH CENTERProperty:

Property ID:

Paid

N/A

N/A

South 7th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: CLINICS

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 9197Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1896Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OfficesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

140' sq/sprinklerWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1/25 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

TILT-UP CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

108

TAYLOR HALLProperty:

Property ID:

Paid

Public

N/A

N/A

South 11th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: OFFICE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 29182Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2003Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

INDOOR TENNIS COURTSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.45 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

MASONRY

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

140

TENNIS FACILITYProperty:

Property ID:

Paid

N/A

N/A

Montana State University Campus BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 20389Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1985Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

RESEARCH OFFICES/LABSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

PER NFPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 NIGHTWhat is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 10/2/02 WATER DAMAGE FROZEN SPRINKLER LINEDescription:

.99 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

133

TIETZ HALLProperty:

Property ID:

Paid

Public

N/A

N/A

East of South 11th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 37014Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1920Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.17 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD LATH & PLASTER

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

102

TRAPHAGEN HALLProperty:

Property ID:

Paid

N/A

N/A

West of South 11th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 41495Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1983Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.09 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

132

VISUAL COMMUNICATIONS BUILDINGProperty:

Property ID:

Paid

N/A

N/A

West Grant  (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 84708Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1974Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: AVERAGE 4 PER NIGHTWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.93 MILESDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

WOOD TIMBER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

129

WILSON HALLProperty:

Property ID:

Paid

N/A

N/A

West Garfield Street (no official address) BOZEMAN 59717Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 7440Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1947Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

AdministrationProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

.93 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

405

WOOL LABProperty:

Property ID:

Paid

N/A

N/A

South 11th Avenue (no official address) BOZEMAN 59717Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - BOZEMAN
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1Total number of insured buildings: 16100Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

2005Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

technology labs/classroomsProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: dyno engineDescription:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

36

Applied Technology CenterProperty:

Property ID:

Paid

Private

N/A

N/A

180 College Road West HAVRE 59501Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 3946Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1952Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

storageProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

MASONRY

GYPSUM BOARD

single ply w/asphalt

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

9

Auto DiagnosticsProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern - 140 College Road East HAVRE 59501Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 22239Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1952Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

auto classesProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

OTHER

MASONRY

2 parts/wood deck

2 pts/conc/blk

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

8

Automotive Technology BuildingProperty:

Property ID:

Paid

N

N

MSU-Northern 121 College Road East HAVRE 59501Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN



Page 330

1Total number of insured buildings: 53195Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1971Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

plumb/elect/labs/classesProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

OTHER

OTHER

concrete/masonary

concrete/masonary

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

32

Brockmann CenterProperty:

Property ID:

Paid

Public

Y

N

MSU-Northern 201 College Road West HAVRE 59501Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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3Total number of insured buildings: 4450Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1982Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Chancellor's ResidenceProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

wood/asphalt shingles

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

7

Chancellor's New ResidenceProperty:

Property ID:

Paid

N/A

N/A

1325  11th Avenue HAVRE 59501Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 67801Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1953Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

classes/offices/it/theatreProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

10

Cowan HallProperty:

Property ID:

Paid

N/A

N

MSU-Northern 200 Cowan Drive HAVRE 59501Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 32745Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1936Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

vacant - storageProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: 2005 floor water damageDescription:

1 MileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

MASONRY

OTHER

asphalt on wood

masonary/wood

masonary/wood

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

3

Donaldson HallProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern 100 Cowan Drive HAVRE 59501Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 14577Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

labs/classroomsProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

30

Electronics BuildingProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern 171 College Road East HAVRE 59501Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 12290Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1984Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

labs no classrooms/officeProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

OTHER

GYPSUM BOARD

wood deck on steel

steel siding

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

4

Farm MechanicsProperty:

Property ID:

Paid

N

N

MSU-Northern -200 College Road West HAVRE 59501Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 21515Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1971Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

meals for studentsProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

MASONRY

GYPSUM BOARD

wood/heavy timber

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

33

Food ServiceProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern- 1150-B SUB Drive HAVRE 59501Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 53059Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

gym/classes/pool/weight rmProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: swim pool Description:

in buildingHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: 06 mech malfDescription:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

OTHER

MASONRY

3 sections

glulam/masonary

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

11

GymnasiumProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern 100 College Road West HAVRE 59501Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 41971Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

classes/dist learnProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

29

Hagener Science Center-Math Science BuildingProperty:

Property ID:

Paid

N

N

MSU-Northern - 300 Cowan Drive HAVRE 59501Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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Total number of insured buildings: 15232Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1978Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

classrooms/officeProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

TILT-UP CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

37

LewistownProperty:

Property ID:

Paid

N/A

N/A

80 Airport Road LEWISTOWN 59457Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 6000Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

shop classroomProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

CORRUGATED METAL PANELS

NO INTERIOR WALLS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

38

Lewistown - ShopsProperty:

Property ID:

Paid

N/A

N/A

80 Airport Road LEWISTOWN 59457Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 2700Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1995Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

storage (inclu 5 cars of OPI)Provide a brief description of operations:

4'Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

TILT-UP CONCRETE

NO INTERIOR WALLS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

39

Lewistown Cold Storage BuildingProperty:

Property ID:

Paid

N/A

N/A

80 Airport Road LEWISTOWN 59457Property Address:

Occupancy Type: GARAGE, VEHICLE STORAGE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 33593Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1981Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

University LibraryProvide a brief description of operations:

Bookstacks 7'Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

REINFORCED CONCRETE

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

35

Library BuildingProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern 180 College Road West HAVRE 59501Property Address:

Occupancy Type: LIBRARY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 43220Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1971Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

dorm roomsProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

34

MacKenzie HallProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern - 1200 Buttrey Drive South HAVRE 59501Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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0Total number of insured buildings: 0Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

family/married housingProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?: Are they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: Nov'07 - broken water pipeDescription:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

WOOD FRAME

GYPSUM BOARD

Glulan

wood/concrete

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

23

Married Student HousingProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern-1210, 1215, 1220, 1225, 1230 Bonine D HAVRE 59501Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 11211Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1944Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

labsProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

OTHER

GYPSUM BOARD

wood truss

steel w/masonary

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

5

Metals Technology BuildingProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern - 100 College Road East HAVRE 59501Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 60262Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

student dormProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

OTHER

GYPSUM BOARD

wood dk/glulam

concrete w/masonary

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

12

Morgan HallProperty:

Property ID:

Paid

N/A

MSU-Northern - 1110 Buttrey Drive HAVRE 59501Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 14360Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1933Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

classrooms/labs/officeProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

OTHER

GYPSUM BOARD

wood frame/deck

wood/brick vaneer

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2

Pershing HallProperty:

Property ID:

Paid

Y

Y

MSU-Northern - 1200 SUB Drive HAVRE 59501Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 5642Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1967Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

garage/shop/officeProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

partial/shop areaWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

shed/polebarnDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

MASONRY

GYPSUM BOARD

glulam

glulam/slab garage

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

28

Physical Plant BuildingProperty:

Property ID:

Paid

Private

Y

N

MSU-Northern - 300 13th Street West HAVRE 59501Property Address:

Occupancy Type: GARAGE, SERVICE CENTER

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 100Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1985Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

well pump for football fieldProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
NAre watchman recording rounds?
NAre there any fire extinguishers?:

NAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

WOOD FRAME

NO INTERIOR WALLS

wood

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Pump HouseProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern - 200 13th Street HAVRE 59501Property Address:

Occupancy Type: PUMP HOUSE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 2437Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

student health/crisis-womenProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

WOOD TIMBER

WOOD FRAME

GYPSUM BOARD

wood/glulam

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

25

Student Health BuildingProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern 1129 Bonine Drive HAVRE 59501Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 29323Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

meet/social/office/bookstoreProvide a brief description of operations:

bookstore shelves 7'Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

partial-basement rec areaWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

MASONRY

MASONRY

glulam

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

22

Student Union Property:

Property ID:

Paid

Public

N/A

N/A

MSU-Northern 1150 - A  SUB Drive HAVRE 59501Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 660Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

residentialProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

n/aWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

WOOD TIMBER

WOOD FRAME

OTHER

wood

wood

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

13E

Tiber 2 bedroom homeProperty:

Property ID:

Paid

N/A

N/A

206 Tiber Drive HAVRE 59501Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 660Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

residentialProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

WOOD TIMBER

WOOD FRAME

OTHER

wood

wood

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

13F

Tiber 2 bedroom houseProperty:

Property ID:

Paid

N/A

N/A

208 Tiber Drive HAVRE 59501Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 660Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

residentialProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

WOOD TIMBER

WOOD FRAME

OTHER

wood

wood

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

13G

Tiber 2 bedroom houseProperty:

Property ID:

Paid

N/A

N/A

210 Tiber Drive HAVRE 59501Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN



Page 355

1Total number of insured buildings: 566Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

residentialProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

WOOD TIMBER

WOOD FRAME

OTHER

wood

wood

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

13B

Tiber One BedroomProperty:

Property ID:

Paid

N/A

N/A

202 Tiber Drive HAVRE 59501Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 566Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

residentialProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: eveery 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

WOOD TIMBER

WOOD FRAME

OTHER

wood

wood

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

13A

Tiber One BedroomProperty:

Property ID:

Paid

N/A

N/A

200 Tiber Drive HAVRE 59501Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 566Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

residentialProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

WOOD TIMBER

WOOD FRAME

OTHER

wood

wood

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

13C

Tiber One BedroomProperty:

Property ID:

Paid

N/A

N/A

204 Tiber Drive HAVRE 59501Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 533Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

residentialProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

WOOD TIMBER

WOOD FRAME

OTHER

wood

wood

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

13D

Tiber One BedroomProperty:

Property ID:

Paid

N/A

N/A

212 Tiber Drive HAVRE 59501Property Address:

Occupancy Type: COTTAGES (RESIDENTIAL)

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 3382Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

lab for plumb/elect/constProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: every 24 hoursWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

YAny property damage losses in the past 3 years: Dec'07- broken water pipeDescription:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

WOOD FRAME

GYPSUM BOARD

wood/glulam

wood/concrete

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

24

Trades LabProperty:

Property ID:

Paid

N/A

N/A

MSU-Northern 1121 Buttrey Drive HAVRE 59501Property Address:

Occupancy Type: OTHER

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA STATE UNIVERSITY - NORTHERN
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1Total number of insured buildings: 17587Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1965Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Enclosed pressbox, open bleachersProvide a brief description of operations:

N/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

OTHER

OTHER

GYPSUM BOARD

Metal siding/studs

Concrete block

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

124

Alumni Coliseum Pressbox & BleachersProperty:

Property ID:

Paid

N/A

N/A

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 33879Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1999Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Student housing, telephone switch roomProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

118 psi static 87 residulWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

MASONRY

GYPSUM BOARD

Fiberglass shingles

Eifs on studs

Studs

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

119

Centennial Hall (Student Residence-East)Property:

Property ID:

Paid

Private

N/A

N/A

1225 Broadway BUTTE 59701Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 44966Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1921Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Classrooms and labsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

Asphalt shingles

Concrete & brick

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

105

Chemistry - Biology Building (CBB) - HProperty:

Property ID:

Paid

Y

N

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 93807Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1983Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Classrooms, shops & labsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

149 psi static 95 residlWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

garage, open shelterDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

5.07Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

OTHER

MASONRY

OTHER

Built up smooth

Brick

Concrete block

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

201

College of TechnologyProperty:

Property ID:

Paid

Private

Y

N

25 Basin Creek Rd. BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 13727Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1923Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Classrooms and labsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?: Are they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86Distance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

Asphalt and shingles

Stone and brick

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

102

Engineering Hall-HProperty:

Property ID:

Paid

Y

N

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 60779Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1984Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Offices, classrooms, labsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

114 psi static 106 residlWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

OTHER

MASONRY

GYPSUM BOARD

Asphalt shingles

Brick

Concrete block

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

116

Engineering Laboratory-Classroom BuildingProperty:

Property ID:

Paid

Private

Y

N

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 20309Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1950Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Family student housingProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

61 psi static 45 psi resdWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.28 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

OTHER

GYPSUM BOARD

Asphalt shingles

Vinyl siding on studs

Studs

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

401

Family Student Housing - Lexington ApartmentsProperty:

Property ID:

Paid

Private

N/A

N/A

1001 - 1039 Lexington Ave BUTTE 59701Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 20309Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1950Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Family student housingProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

60 psi static 59 psi resdWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.28 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

OTHER

GYPSUM BOARD

Asphalt shingles

Vinyl siding on studs

Studs

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

403

Family Student Housing - Missoula Apartments NorthProperty:

Property ID:

Paid

Private

N/A

N/A

1001 - 1039 Missoula Ave BUTTE 59701Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 20309Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1950Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Family student housingProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

60 psi static 59 psi resdWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1.28 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

OTHER

GYPSUM BOARD

Asphalt shingles

Vinyl siding on studs

Studs

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

402

Family Student Housing - Missoula Apartments SouthProperty:

Property ID:

Paid

Private

N/A

N/A

1000 - 1038 Missoula Ave BUTTE 59701Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 86975Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1980Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

OfficesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

MASONRY

GYPSUM BOARD

Built up smooth

Brick

Concrete block, brick

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

112

Health, Physical Education, & Recreation BldgProperty:

Property ID:

Paid

Y

N

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 11037Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1969Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Warehouse, steam generationProvide a brief description of operations:

9 to 7 feetStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

MASONRY

OTHER

Built up smooth

Concrete block

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

107

Heating Plant BuildingProperty:

Property ID:

Paid

Y

N

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: POWER PLANT

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 39611Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1977Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Office, library, classrooms, stageProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

115 psi static, 75 residlWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

10How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

MASONRY

MASONRY

Built up smooth

Brick, concrete blosk

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

LIB &
AUD

Library Building & Auditorium Building (joined)Property:

Property ID:

Paid

Private

N/A

N/A

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 38083Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1896Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Classrooms & labsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

Single ply membrane, clay tiles

Stone & brick

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

103

Main Hall-HProperty:

Property ID:

Paid

Y

N

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 16813Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1908Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Bookstore & studyProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

101 psi static 45 residulWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

7How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?: Are they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

Asphalt shingles & copper

Concrete block & brick

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

109

Mill Building-HProperty:

Property ID:

Paid

Private

N/A

N/A

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 43236Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1972Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Offices, classrooms, labsProvide a brief description of operations:

N/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

8How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

MASONRY

GYPSUM BOARD

Built up smooth

Brick

Brick

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

115

Mining Geology Building (M&G)Property:

Property ID:

Paid

Y

N

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 36394Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1940Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Classrooms, museumProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:

Are watchman recording rounds?
Are there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

MASONRY

Copper & single ply membrane

Stone & brick

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

104

Museum Building-HProperty:

Property ID:

Paid

Y

N

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: MUSEUM

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 23694Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1953Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Offices, classrooms, labsProvide a brief description of operations:

N/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

10How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

MASONRY

GYPSUM BOARD

Built up smooth

Marble panels, brick

Studs

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

110

Petroleum BuildingProperty:

Property ID:

Paid

Y

N

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 53911Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1935Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Student residence hallProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

110 psi static 65 residlWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

Single ply membrane

Brick & stone

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

118

Prospector Hall (Student Residence-West)-HProperty:

Property ID:

Paid

Private

N/A

N/A

1301 W. Park Street BUTTE 59701Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 34996Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1925Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Classrooms & labsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

8How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86Distance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

OTHER

Asphalt & single ply membrane

Concrete & brick

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

101

Science & Engineering Building (S&E)-HProperty:

Property ID:

Paid

Y

N

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 42940Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1960Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Sution unin, dining svcs/hall, meeting roomsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

10How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 2 per shiftWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

0.86 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

OTHER

MASONRY

MASONRY

Built up smooth

Brick

Drywall/studs

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

111

Student Union BuildingProperty:

Property ID:

Paid

Y

N

1300 W. Park Street BUTTE 59701Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MONTANA TECH OF THE UM
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1Total number of insured buildings: 187616Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1976Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

COLLEGE SITE/OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

15SFWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

6How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: hourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

LOCAL/WITHIN CITY Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

REINFORCED CONCRETE

TILT-UP CONCRETE

GYPSUM BOARD

MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (BEAMS)
BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

850

Main BuildingProperty:

Property ID:

Paid

Public

Y

Y

2100 16th Ave S GREAT FALLS 59404Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MSU COLLEGE OF TECHNOLOGY - GREAT FALLS
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1Total number of insured buildings: 2000Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

equipment storageProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

noneWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: hourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
N/AFrequency of training received by the private fire brigade:

Type of public fire department:

N/ADescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Local/Within cityDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

StorageProperty:

Property ID:

Paid

Y

N/A

2100 16th Ave S GREAT FALLS 59404Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MSU COLLEGE OF TECHNOLOGY - GREAT FALLS
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1Total number of insured buildings: 12000Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

2008Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

classrooms & working area for carpentry and welding classesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

15 SFWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: hourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
N/AFrequency of training received by the private fire brigade:

Type of public fire department:

N/ADescribe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: N/ADescription:

N/AHow far is the body of water from major buildings?:

NPrevious history of flooding?: N/ADescription:

NAny property damage losses in the past 3 years: N/ADescription:

Local/Within CityDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

850

Trades BuildingProperty:

Property ID:

Paid

Public

Y

Y

2100 16th Ave S GREAT FALLS 59405Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, MSU COLLEGE OF TECHNOLOGY - GREAT FALLS
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1Total number of insured buildings: 9404Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

University family housingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

272

1101-1110 Coloma DriveProperty:

Property ID:

Paid

N/A

N/A

1101-1110 Coloma Drive MISSOULA 59812Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 87950Total Square footage of insured buildings:
11No. of stories:

YAre there any automatic sprinklers?:

1967Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Student dormProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

110

Aber HallProperty:

Property ID:

Paid

Public

N/A

N/A

844 Connell Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 176427Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1953Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/athletic arena/concessionsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Clarkfork RiverDescription:

735 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

19

Adams CenterProperty:

Property ID:

Paid

N/A

N/A

800 Van Buren St. MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 43664Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1969Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

unknownWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

TILT-UP CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

450

Administration BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

909 S Ave W. MISSOULA 59801Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 40020Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1955Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

ClassroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

26

Art Annex - PoolProperty:

Property ID:

Paid

N/A

N/A

880 Van Buren Street MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 10260Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Biological Research lab activities for higher edProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

comply with standard NFPAWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

039

Bio Research BuildingProperty:

Property ID:

Paid

Public

Y

N/A

Bio Research Bldg access from Beckwith Ave. MISSOULA 59801Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 38935Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1923Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

100

Brantly HallProperty:

Property ID:

Paid

N/A

N

635 Connell Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 12687Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1943Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Property storage for Montana Rep Theatre & Dept of Drama Dance for UniversityProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Intermitant 24/7What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

401

Building T-157 (East cellblock Drama Storage)Property:

Property ID:

Paid

Y

N/A

Post Siding Rd. Ft. Missoula MISSOULA 59801Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 5369Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1981Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

School of Consy.&Forestry, main offices, classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: full time caretakerWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

20 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

638

Castle Forestry CenterProperty:

Property ID:

Voluntary

N/A

N/A

38689 Hwy 200 E. GREENOUGH 59823Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 54184Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1938Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Classrooms/labsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.15What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?: Are they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

14

Chemistry/PharmacyProperty:

Property ID:

Paid

Public

N/A

N/A

1350 Mansfield Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 5280Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1983Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Clinical psychology office, used for visiting & treating patients on an ourpatient basisProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

95

Clinical Psychology BuildingProperty:

Property ID:

Paid

N/A

N/A

1420 Mansfield Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 23190Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1927Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Offices/classrooms/facultyProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

102

Corbin HallProperty:

Property ID:

Paid

N/A

N/A

1025 Maurice Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 71666Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1953Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

DormProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

104

Craig HallProperty:

Property ID:

Paid

Public

N/A

N

1301 Maurice Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 73485Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Student housingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

200

Craighead ApartmentsProperty:

Property ID:

Paid

N/A

N

1900 Maurice Avenue MISSOULA 59812Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 56061Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1956Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Medical offices/labProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.15What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

22

Curry Health CenterProperty:

Property ID:

Paid

Public

N

N

634 Eddy Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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7Total number of insured buildings: 24000Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1880Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Daly Mansion - museum, ground sometimes used for weddings, & reunionsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

3 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

OTHER wood plaster/sheetrock

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

910

Daly MansionProperty:

Property ID:

Voluntary

N/A

N/A

251 Eastside Highway HAMILTON 59840Property Address:

Occupancy Type: MUSEUM

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 21674Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

88

Davidson Honors CollegeProperty:

Property ID:

Paid

Public

N/A

N

1235 Madeline Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 57500Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

2007Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Journalism operation/classroom & offices for higher educationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

comply w/standard NPPA 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

40

Don Anderson HallProperty:

Property ID:

Paid

Public

N/A

N/A

800 Daly Ave MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 37216Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1956Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Student dormProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

OTHER

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

105

Duniway HallProperty:

Property ID:

Paid

Public

N/A

N

635 McLeod Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 5280Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1967Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Family Housing Maintenance ShopProvide a brief description of operations:

8 ftStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

3 milesHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

248

Elkhorn Ct. (Warehouse & Shop)Property:

Property ID:

Paid

Elkhorn Court 248 MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 34547Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1923Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Student DormProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

OTHER

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

101

Elrod HallProperty:

Property ID:

Paid

Public

N/A

N

640 Keith Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 8467Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Research facility that contains offices & classrooms/conference roomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no spsrinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Flathead lakeDescription:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

on-siteDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

MASONRY

GYPSUM BOARD

Wood truss & shingles

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

512

Elrod Laboratory, YellowbayProperty:

Property ID:

Voluntary

Y

N/A

32125 Bio Station Lane POLSON 59860Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 110669Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1955Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Staff/Medical officesProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

90

Emma B. Lommasson CenterProperty:

Property ID:

Paid

Public

N/A

N/A

625 University Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 2413Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Provide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
Is there a watchman service?: What is the frequency of rounds?:
Are watchman recording rounds?
Are there any fire extinguishers?: Are they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

Previous history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

662

Equipment StorageProperty:

Property ID:

2381 Woodworth Rd. OVANDO 59854Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 17986Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1920Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Higher education field research lab-main studies are on birds & flightProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

OTHER

GYPSUM BOARD

Metal roof over concrete

stucco

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

402

Field Research Station T-142Property:

Property ID:

Paid

Y

N

Fort Missoula Road MISSOULA 59801Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 63375Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1935Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.15What are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: CAMPUS POLICE/24-7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

OTHER LATHE &PLASTER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

11

Fine Arts (includes 10/97 remodel)Property:

Property ID:

Paid

715 Connell Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 23310Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1921Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices, classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

uncer 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

OTHER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

7

ForestryProperty:

Property ID:

Paid

Y

N/A

1310 Madeline Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA



Page 410

1Total number of insured buildings: 5074Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1981Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Higher education facility for freshwater researchProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Flathead LakeDescription:

500 yardsHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

on-siteDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

570

Fresh Water Research LabProperty:

Property ID:

Voluntary

N/A

N/A

32125 Bio Station Lane POLSON 59860Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 130491Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

89

Gallagher BuildingProperty:

Property ID:

Paid

Public

N/A

N/A

925 Maurice Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 12731Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1943Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Higher education geosciences labs with/small faculty offices & some furniture & file storageProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

400

Geology Lab T-156 (cellblock West)Property:

Property ID:

Paid

Y

N/A

Fort Missoula Rd. MISSOULA 59801Property Address:

Occupancy Type: LABORATORY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 29032Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Higher ed storage location for geological rock & other samplesProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

410

Geology Rock Storage Bldg. (T-312)Property:

Property ID:

Paid

N/A

N/A

Fort Missoula, off of Post Siding Road MISSOULA 59801Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 26656Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1979Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

unknownWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: campus police  24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

451

Health & Business BldgProperty:

Property ID:

Paid

Public

N/A

N

909 S Ave W. MISSOULA 59801Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 62964Total Square footage of insured buildings:
5No. of stories:

NAre there any automatic sprinklers?:

1962Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

27

Health SciencesProperty:

Property ID:

Paid

Public

N

N/A

720 Keith Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 10160Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1923Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Boiler operation for steam distribution to heat campus buildingsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

OTHER Lathe & plaster

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

9

Heating PlantProperty:

Property ID:

Paid

Y

N/A

840 Connell Avenue MISSOULA 59812Property Address:

Occupancy Type: POWER PLANT

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 6853Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1937Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

International programs office, & administrationProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

WOOD FRAME

OTHER Lathe & plaster

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

13

International Center (formerly Linguistics)Property:

Property ID:

Paid

N/A

N/A

700 McLeod Ave. MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 32625Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1998Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

84

James E. Todd BuildingProperty:

Property ID:

Paid

Public

N

N

25 Campus Drive MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 16532Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1909Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Offices & classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

OTHER Lathe & Plaster

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

4

Jeanette Rankin HallProperty:

Property ID:

Paid

N/A

815 Daly Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 87950Total Square footage of insured buildings:
11No. of stories:

YAre there any automatic sprinklers?:

1967Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Student dormProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

109

Jesse HallProperty:

Property ID:

Paid

N

N

610 Daly Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 28916Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1937Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Offices, classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

OTHER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

12

JournalismProperty:

Property ID:

Paid

N

N

825 McLeod Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 63360Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1963Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Student dormProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

OTHER

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
BURGLAR ALARMS (MOTION DETECTION)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

107

Knowles HallProperty:

Property ID:

Paid

Public

N/A

N/A

630 University Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 4860Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Higher education Lakeside lab for freshwater biological researchProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Flathead LakeDescription:

500 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

on-siteDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

metal

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

516

Lakeside LaboratoryProperty:

Property ID:

Voluntary

N/A

N/A

32125 Bio Station Lane POLSON 59860Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 111163Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

1962Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

28

Law SchoolProperty:

Property ID:

Paid

Public

N/A

N/A

715 S 6th St E MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 18215Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Apartment housing complex for studentsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus Police 24/7 What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Asphalt shingles

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

325

Lewis and Clark Villages Unit AProperty:

Property ID:

Paid

Public

N/A

N/A

3000 S. Higgins MISSOULA 59801Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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15Total number of insured buildings: 18215Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Apartment housing complex for studentsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Asphalt shingles

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

326

Lewis and Clark Villages Unit BProperty:

Property ID:

Paid

Public

N/A

N/A

3000 S. Higgins MISSOULA 59806Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 18215Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Apartment housing complex for studentsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

ashpalt shingles

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

327

Lewis and Clark Villages Unit CProperty:

Property ID:

Paid

Public

N/A

N/A

3000 S. Higgins MISSOULA 59801Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 18215Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Apartment housing complex for studentsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Asphalt shingles

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

328

Lewis and Clark Villages Unit DProperty:

Property ID:

Paid

Public

N/A

N/A

3000 S Higgins MISSOULA 59801Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 18215Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Apartment housing complex for studentsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Asphalt shingles

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

329

Lewis and Clark Villages Unit EProperty:

Property ID:

Paid

Public

N/A

N/A

3000 S Higgins MISSOULA 59801Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 18215Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Apartment housing complex for studentsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Asphalt shingles

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

330

Lewis and Clark Villages Unit FProperty:

Property ID:

Paid

Public

N/A

N/A

3000 S. Higgins MISSOULA 59801Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 18215Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Apartment housing complex for studentsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Asphalt shingles

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

331

Lewis and Clark Villages Unit GProperty:

Property ID:

Paid

Public

N/A

N/A

3000 S. Higgins MISSOULA 59801Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 18215Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Apartment housing complex for studentsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Asphalt shingles

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

333

Lewis and Clark Villages Unit IProperty:

Property ID:

Paid

Public

N/A

N/A

3000 S. Higgins MISSOULA 59801Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 18215Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Apartment housing complex for studentsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Asphalt shingles

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

334

Lewis and Clark Villages Unit JProperty:

Property ID:

Paid

Public

N/A

N/A

3000 S. Higgins MISSOULA 59801Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 18215Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2004Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Apartment housing complex for studentsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: campus police 24/7What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Asphalt shingles

Indicate the Alarm Coverages provided for your facility: FIRE PUMP ALARMS
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

335

Lewis and Clark Villages Unit KProperty:

Property ID:

Paid

Public

N/A

N/A

3000 S. Higgins MISSOULA 59801Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 100713Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1954Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

OTHER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

20

Liberal ArtsProperty:

Property ID:

Paid

N/A

N/A

725 Daly Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 18800Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1985Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Lodge Business retreatProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
Is there a watchman service?: 24/7What is the frequency of rounds?:
Are watchman recording rounds?

YAre there any fire extinguishers?:
YAre they serviced annually?:

YAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Salmon LakeDescription:

100 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

15 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

OTHER log

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

900

MT Island Lodge Main ResidenceProperty:

Property ID:

Voluntary

Y

N/A

2433 Hwy 83 (Salmon Lake) SEELEY LAKE 59868Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 220075Total Square footage of insured buildings:
6No. of stories:

YAre there any automatic sprinklers?:

1973Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

University LibraryProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.15What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

92

Mansfield LibraryProperty:

Property ID:

Paid

Public

N/A

N/A

910 McLeod Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 21668Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1903Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

class roomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

OTHER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

3

MathematicsProperty:

Property ID:

Paid

N/A

N

1255 Mansfield Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 67079Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1953Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

21

McGill HallProperty:

Property ID:

Paid

N/A

N/A

920 Van Buren Street MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 87371Total Square footage of insured buildings:
5No. of stories:

YAre there any automatic sprinklers?:

1965Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

DormProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus policeWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

108

Miller HallProperty:

Property ID:

Paid

Public

N/A

N/A

1330 Arthur Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 37180Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1953Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices.classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

18

Music HallProperty:

Property ID:

Paid

N/A

N/A

930 Maurice Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 29259Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

2009Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Classrooms, Offices, Lecture hallsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

Per Code NFPA Section 13What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: 24/7 Public Safety OfficeWhat is the frequency of rounds?:
NAre watchman recording rounds?
NAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

less than 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

44

Native American Center (Payne Family)Property:

Property ID:

Paid

Public

N/A

N/A

1210 Maurice MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 4890Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1938Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

OTHER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

15

Natural Science AnnexProperty:

Property ID:

Paid

N/A

N/A

1040 Madiline Ave. MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 23100Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1919Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Higher ed classrooms, offices & labsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

OTHER Lathe & paster

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

5

Natural Sciences (Botany Building)Property:

Property ID:

Paid

N/A

N/A

1040 Madeline Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 14858Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1956Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Higher ed, faculty offices & a couple of classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

106

North CorbinProperty:

Property ID:

Paid

N/A

N/A

1025 Maurice Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 9260Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1999Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Higher education lecture hallProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus policeWhat is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

98

North Underground Lect. HallProperty:

Property ID:

Paid

Public

N/A

N/A

1340 Mansfield Ave. MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 80250Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Student dormProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

111

Pantzer Hall DormitoryProperty:

Property ID:

Paid

Public

N

N

615 Keith Avenue MISSOULA 59812Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 99330Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1996Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Parking for Students, facultyProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

OTHER

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

87

Parking StructureProperty:

Property ID:

Paid

N/A

N/A

35 Campus Drive MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 71125Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1985Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classrooms/theatre/dance/costumeProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

53How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

96

Performing Arts & Radio TelevisionProperty:

Property ID:

Paid

Public

Y

N/A

735 S 6th Street East MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 69661Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2009Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

School of EducationProvide a brief description of operations:

n/aStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

follow NFPA codeWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus Police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

less than 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

OTHER combo gyp brd & masonry

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

16

Phyllis J. Washington Education CenterProperty:

Property ID:

Paid

Public

N/A

N

745 Eddy MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 50968Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1967Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Facilities maintenance shops, offices, mail room & Office of Public SafetyProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

wood beam & deck

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

32

Physical Plant BuildingProperty:

Property ID:

Paid

Public

Y

N/A

12 Campus Drive MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 6113Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1985Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Cafeteria-higher ed research station -serves faculty, staff & studentsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Flathead LakeDescription:

550 yardsHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

on-siteDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

WOOD FRAME

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

573

Prescott Center CafeteriaProperty:

Property ID:

Voluntary

N/A

N

32125 Bio Station Lane POLSON 59860Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 43085Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1922Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices, classrooms, gymnasiumProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

MASONRY

OTHER

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

8

Schreiber GymProperty:

Property ID:

Paid

N/A

N/A

950 Keith Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 99726Total Square footage of insured buildings:
5No. of stories:

NAre there any automatic sprinklers?:

1971Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Classrooms, labsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.15What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus Police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

OTHER

GYPSUM BOARD

Glass & Steel curtain

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

34

Science Complex - Charles H. Clapp Bldg.Property:

Property ID:

Paid

Public

N/A

N/A

845 Keith Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 73485Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1957Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Student family housingProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

201

Sisson ApartmentsProperty:

Property ID:

Paid

N/A

N/A

1900 Maurice Avenue MISSOULA 59812Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA



Page 456

1Total number of insured buildings: 179875Total Square footage of insured buildings:
5No. of stories:

YAre there any automatic sprinklers?:

1979Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classsrooms/labsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.15What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

93

Skaggs BuildingProperty:

Property ID:

Paid

Public

Y

N

1325 Mansfield Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 95246Total Square footage of insured buildings:
4No. of stories:

YAre there any automatic sprinklers?:

192Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices, classroomProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6

Social ScienceProperty:

Property ID:

Paid

Public

N/A

N/A

1010 Mansfield Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 80362Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

2001Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices, gyn, track, studios, ball courts, climbing wallProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Clark Fork RiverDescription:

500 yardsHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

OTHER

GYPSUM BOARD

Glass & steel curtain

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

29

Student Recreation CenterProperty:

Property ID:

Paid

N

N

800 Van Buren MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 30412Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1972Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police  24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

between 1 & 2 milesDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

POURED CONCRETE

GLASS & STEEL CURTAIN

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

452

Trade & Technology IProperty:

Property ID:

Paid

Y

N

3639 S Ave W. MISSOULA 59804Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 34340Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1977Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Classrooms/offices/shopsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

0How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

453

Trade & Technology IIProperty:

Property ID:

Paid

Y

N

3639 S Ave W. MISSOULA 59804Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 35620Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1938Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Student hallProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

OTHER

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

103

Turner HallProperty:

Property ID:

Paid

Public

N/A

N

1105 Maurice Aveneu MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 178976Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1968Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/COFFEE SHOP/BOOK STORE/MARKET/BANK/P.O./CONFERENCE ROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

0.1What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: CAMPUS POLICE/24-7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

Is there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

OTHER LATHE & PLASTER

Indicate the Alarm Coverages provided for your facility: BURGLAR ALARMS (DOOR CONTACTS)
SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

91

University CenterProperty:

Property ID:

Paid

Public

N

N

915 Daly Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 32843Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1898Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Higher Ed offices, one classroomProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: campus police 24/7What is the frequency of rounds?:

Are watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

Any property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

University HallProperty:

Property ID:

Paid

N/A

N

900 University Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 9780Total Square footage of insured buildings:
1No. of stories:

YAre there any automatic sprinklers?:

1980Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Lecture hall/classroomsProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

REINFORCED CONCRETE

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

94

Urey Lecture HallProperty:

Property ID:

Paid

N/A

N

1340 Mansfield Avenue MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 9710Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1965Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Vehicle repair center, transport svcs rental dispatchProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
YIs there a watchman service?: campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Clark Fork RiverDescription:

500-700 feetHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

CORRUGATED METAL PANELS

OTHER

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

35

Vehicle Storage BuildingProperty:

Property ID:

Paid

Y

N

32 Campus Dr.  MISSOULA 59812Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 16800Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1955Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

StorageProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

no sprinklersWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:
How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: Campus police 24/7What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Clark Fork RiverDescription:

500-700 yardsHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

WOOD FRAME

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

25

Warehouse #25Property:

Property ID:

Paid

Y

N

10 Campus Drive MISSOULA 59812Property Address:

Occupancy Type: STORAGE

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 169607Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1986Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

Football stadium/concession stands with sky boxesProvide a brief description of operations:

0Storage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: Campus policeWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Description:

How far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

under 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

REINFORCED CONCRETE

MASONRY

GYPSUM BOARD Masonry

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

97

Washington Grizzly StadiumProperty:

Property ID:

Paid

Public

N/A

N

1 Campus Drive MISSOULA 59812Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - MISSOULA
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1Total number of insured buildings: 13265Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1952Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

Drama, musicalsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Beaverhead RiverDescription:

1 MileHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

REINFORCED CONCRETE

MASONRY

OTHER Sound proofing material

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

7

Auditorium & ShopProperty:

Property ID:

Voluntary

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN



Page 469

1Total number of insured buildings: 44712Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1970Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

BASEMENT ONLYWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BEAVERHEAD RIVERDescription:

1 MILEHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

12 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SPRINKLER VALVE TAMPER

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

25

Block HallProperty:

Property ID:

Voluntary

Public

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 23252Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1964Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Dorms/Carpentry ShopProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Beaverhead RiverDescription:

< 1 mileHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

> 1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

18

Centennial HallProperty:

Property ID:

Voluntary

Public

N/A

N/A

750 E. Cornell DILLON 59725Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 30517Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1967Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

DormitoryProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Beaverhead RiverDescription:

< 1 mileHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

>1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

POURED CONCRETE

POURED CONCRETE

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

22

Clark HallProperty:

Property ID:

Voluntary

Public

N/A

N/A

750 E. Cornell DILLON 59725Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 4610Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

2006Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

ConcessionsProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

NoneWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

2How many hydrants are located within 500 feet of buildings?:

NAre alarms connected to a constantly attended location?:
NIs there a watchman service?: What is the frequency of rounds?:
NAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Resident, Resident Garage, ShedDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BEAVERHEAD RIVERDescription:

1 MILEHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

12 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK W/FASTENERS

REINFORCED CONCRETE

CORRUGATED METAL PANELS

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 3

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

Concession Stand at Vigilante FieldProperty:

Property ID:

Voluntary

N/A

N/A

745 East Center Street/Vigilante Field DILLON 59725Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 14388Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1959Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Dormitory/OfficesProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Beaverhead RiverDescription:

<1 mileHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

>1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

REINFORCED CONCRETE

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

15

Davis HallProperty:

Property ID:

Voluntary

Public

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 19960Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1958Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Family ResidenceProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Beaverhead RiverDescription:

<1 mileHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

>1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

CONCRETE PANELS

REINFORCED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

14

Family HousingProperty:

Property ID:

Voluntary

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 8516Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1926Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Boiler plant - steam productionProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Beaverhead RiverDescription:

< 1 mileHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

>1 mileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

CONCRETE PANELS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

5

Heating Plant & GarageProperty:

Property ID:

Voluntary

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: POWER PLANT

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 7055Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1951Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Educational buildingProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

1How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Beaverhead RiverDescription:

1 MileHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

Distance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

26

IT MetalsProperty:

Property ID:

Voluntary

N/A

N/A

1001 S. Atlantic  DILLON 59725Property Address:

Occupancy Type: GARAGE, PARTS STORAGE

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 33500Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1924Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

CLASSROOMS/OFFICES/POOLProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BEAVERHEAD RIVERDescription:

1 MILEHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

12 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

3

IT WoodsProperty:

Property ID:

Voluntary

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 43586Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1969Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/LIBRARYProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

BASEMENT ONLYWhat are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BEAVERHEAD RIVERDescription:

1 MILEHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

12 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

REINFORCED CONCRETE

MASONRY W/FIRE DOORS GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

24

Library AdministrationProperty:

Property ID:

Voluntary

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 51292Total Square footage of insured buildings:
4No. of stories:

NAre there any automatic sprinklers?:

1896Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: What is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BEAVERHEAD RIVERDescription:

1 MILEHow far is the body of water from major buildings?:

Previous history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

12 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

WOOD TIMBER

MASONRY

MASONRY W/FIRE DOORS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

1

Main Hall BuildingProperty:

Property ID:

Voluntary

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 104477Total Square footage of insured buildings:
3No. of stories:

YAre there any automatic sprinklers?:

1919Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

DORMS/FOOD SERVICE/MEETING ROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

4How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BEAVERHEAD RIVERDescription:

1 MILEHow far is the body of water from major buildings?:

Previous history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

12 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

WOOD JOISTS

POURED CONCRETE

MASONRY

MASONRY

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

6

Mathews HallProperty:

Property ID:

Voluntary

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: RES APT COMPLEX

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 19292Total Square footage of insured buildings:
3No. of stories:

NAre there any automatic sprinklers?:

1924Year Built:

Do major interior masonry walls (fire walls) extend above the roofline?:

OFFICES/CLASSROOMSProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

Are alarms connected to a constantly attended location?:
YIs there a watchman service?: HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

Are there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BEAVERHEAD RIVERDescription:

1 MILEHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

12 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

MASONRY

STEEL TRUSS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

2

Old Library BuildingProperty:

Property ID:

Voluntary

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 94398Total Square footage of insured buildings:
2No. of stories:

NAre there any automatic sprinklers?:

1975Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

GYMNASIUMProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: BEAVERHEAD RIVERDescription:

1 MILEHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

12 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

OTHER

POURED CONCRETE

MASONRY

MASONRY

STEEL

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS

How many buildings (not part of Account) are within 100 feet of insured buildings?: 0

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

23

Physical Ed BuildingProperty:

Property ID:

Voluntary

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?:

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 15530Total Square footage of insured buildings:
1No. of stories:

NAre there any automatic sprinklers?:

1958Year Built:

NDo major interior masonry walls (fire walls) extend above the roofline?:

Offices, restaurant, stores, radio stationProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

3How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HourlyWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

Describe the Occupancy of those buildings(s) nearby (within 100 feet)

NIs there a body of water nearby?: Beaverhead RiverDescription:

< 1 mileHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

> 1 MileDistance: 

Construction:

Occupancy:

Protection:

Exposure:

CONCRETE PANELS

REINFORCED CONCRETE

MASONRY

MASONRY W/OPENINGS

Indicate the Alarm Coverages provided for your facility:

How many buildings (not part of Account) are within 100 feet of insured buildings?:

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

12

Student Union BuildingProperty:

Property ID:

Voluntary

Public

N/A

N/A

710 S. Atlantic DILLON 59725Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN
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1Total number of insured buildings: 25209Total Square footage of insured buildings:
2No. of stories:

YAre there any automatic sprinklers?:

2002Year Built:

YDo major interior masonry walls (fire walls) extend above the roofline?:

CLASSROOMS/RESOURCE CENTERProvide a brief description of operations:

N/AStorage height of warehoused products:
Are flammable and combustible liquids stored in a cut-off room?

Safeguards taken for the storage and dispensing of flammable liquids:

What are the design densities for each area?:
The water supply for automatic sprinklers is?:

5How many hydrants are located within 500 feet of buildings?:

YAre alarms connected to a constantly attended location?:
YIs there a watchman service?: HOURWhat is the frequency of rounds?:
YAre watchman recording rounds?
YAre there any fire extinguishers?:

YAre they serviced annually?:

NAre there any hose stations?:
Frequency of training received by the private fire brigade:
Type of public fire department:

LIBRARY/CLASSROOMSDescribe the Occupancy of those buildings(s) nearby (within 100 feet)

YIs there a body of water nearby?: Description:

1 MILEHow far is the body of water from major buildings?:

NPrevious history of flooding?: Description:

NAny property damage losses in the past 3 years: Description:

12 BLOCKSDistance: 

Construction:

Occupancy:

Protection:

Exposure:

STEEL DECK

POURED CONCRETE

MASONRY

GYPSUM BOARD

Indicate the Alarm Coverages provided for your facility: SMOKE DETECTORS
SPRINKLER VALVE TAMPER
SPRINKLER WATERFLOW

How many buildings (not part of Account) are within 100 feet of insured buildings?: 2

Construction of roof:

Construction of floors:

Construction of  exterior walls:

Construction of  interior walls:

Property Detail Form

51080

Swysgood Technology Center (STC)Property:

Property ID:

Voluntary

Public

N/A

N/A

710 South Atlantic DILLON 59725Property Address:

Occupancy Type: STATE UNIVERSITY

Is there a fire private fire brigade?: N

Agency: UNIVERSITY SYSTEM / UNIVERSITY SYSTEM, UNIVERSITY OF MONTANA - WESTERN


